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G.1

STOR.
2008

LARGE DECORATIVE PENDANT LIGHT
FIXTURE

EXIT SIGN

ACOUSTIC PANEL CEILING ‐ 2x2 OR
2x4 AS INDICATED.

GYP. BD. CEILING

FLUORESCENT LIGHT STRIP

RECESSED DOWNLIGHT FIXTURE W/
HORIZONTAL COMPACT FLUORESCENT LAMP.
'D' INDICATES DIMMING BALLAST & SWITCH.

DESCRIPTIONSYMBOL

RECESSED WALL WASHER FIXTURE W/
HORIZONTAL COMPACT FLUORESCENT LAMP.
'D' INDICATES DIMMING BALLAST & SWITCH.

RECESSED FLUORESCENT INDIRECT
LIGHT FIXTURE ‐ 2x2 OR 2x4 AS
INDICATED

WALL‐MOUNTED FLUORESCENT
INDIRECT LIGHT BRACKET

RECESSED PRISMATIC LENS
FLUORESCENT LIGHT FIXTURE ‐ 2x2
OR 2x4 AS INDICATED

SUSPENDED LINEAR FLUORESCENT
DIRECT/INDIRECT FIXTURE

UNDERCABINET FLUORESCENT LIGHT

SUPPLY DIFFUSER ‐ SEE MECHANICAL

RETURN GRILLE ‐ SEE MECHANICAL

EXHAUST ‐ SEE MECHANICAL

SMALL DECORATIVE PENDANT LIGHT
FIXTURE

EMERGENCY CALL LIGHT; 'XRAY IN
USE' LIGHT

XRAY

WOOD PANEL CEILING

WOOD SLAT CEILING

SPEAKERS

AREA A

AREA B

AREA C

1.   ALL FLUORESCENT LAMPS TO BE LOW MERCURY, 3500 DEGREE K
COLOR TEMPERATURE, CRI 80 MINIMUM & SUITABLE FOR USE
WITH A DIMMING BALLAST.

2.   COORDINATE WITH ELECTRICAL DRAWINGS.

3.   COORDINATE WITH MECHANICAL DRAWINGS.

4.   GYPSUM BOARD CEILING PAINT SHALL BE PNT‐3 EGGSHELL FINISH,
U.N.O.

5.   PAINT INDICATED FOR SOFFITS SHALL WRAP ALL EXPOSED
SURFACES OF SOFFIT.

6.   REFER TO SHEET ID1.1 FOR SOFFIT PAINT SPECIFICATIONS.

7.   ALL SIDES OF SOFFITS ABOVE UPPER CABINETRY SHALL BE PAINTED
TO  MATCH ADJACENT WALL FINISH, U.N.O.

8. PROVIDE SEMIGLOSS FINISH PAINT AT LOCATIONS DESIGNATED
WITH A "*" IN CEILING FINISH TAG.

9. PROVIDE CONCEALED SPRINKLER HEADS, WHITE, SEE DETAIL ON
SHEET A9.2

APC‐1 ACOUSTIC PANEL CEILING.
MANUFACTURER: ARMSTRONG
COLOR/STYLE: DUNE 1775, 24” X 24” X 5/8”  BEVELED TEGULAR LAY‐IN TILE
GRID: PRELUDE XL 15/16” EXPOSED T‐GRID, WHITE

APC‐2 ACOUSTIC PANEL CEILING.
MANUFACTURER: ARMSTRONG
COLOR/STYLE: FINE FISSURED 1714, 24” X 48” X 3/4” SQUARE LAY‐IN TILE,
CAC 40 GRID: PRELUDE XL 15/16” EXPOSED T‐GRID, WHITE

APC‐3 ACOUSTIC PANEL CEILING.
ARMSTRONG.
CLEAN ROOM VL 870, 2'X4'X5/8" SQUARE LAY‐IN TILE, WHITE.
CLEAN ROOM 15/16" GASKETED T‐GRID, WHITE.

WDC‐1 WOOD PANEL CEILING.
MANUFACTURER: NEVMAR
COLOR/STYLE: SANTA ROSA PLUM TREE, 4'X8' SHEETS, EDGE BANDING TO
MATCH
DETAIL: SEE 7/A9.3

WDC‐2  WOOD SLAT CEILING
MANUFACTURER: CENTENNIAL WOODS
COLOR/STYLE: RECLAIMED SNOWFENCE, 1X6 & 1X3, WEATHERED WOOD, SKIP
PLANED

GB GYPSUM BOARD.
SEE ID1.X FOR PAINT (P‐X) OR WALL COVERING (WC‐X) COLORS & FINISHES.
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SECOND FLOOR
OVERALL

REFLECTED
CEILING PLAN

A9.2

COMMUNITY
HEALTH CENTER
OF CENTRAL
WYOMING

 3/32" = 1'‐0"A3.1 A9.2
1 SECOND FLOOR OVERALL REFLECTED CEILING PLAN

CEILING LEGEND

KEYPLAN ‐ OVERALL

TYPICAL CEILING NOTES

NORTH

CEILING MATERIALS LIST

DESCRIPTION DATE
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LARGE DECORATIVE PENDANT LIGHT
FIXTURE

EXIT SIGN

ACOUSTIC PANEL CEILING ‐ 2x2 OR
2x4 AS INDICATED.

GYP. BD. CEILING

FLUORESCENT LIGHT STRIP

RECESSED DOWNLIGHT FIXTURE W/
HORIZONTAL COMPACT FLUORESCENT LAMP.
'D' INDICATES DIMMING BALLAST & SWITCH.

DESCRIPTIONSYMBOL

RECESSED WALL WASHER FIXTURE W/
HORIZONTAL COMPACT FLUORESCENT LAMP.
'D' INDICATES DIMMING BALLAST & SWITCH.

RECESSED FLUORESCENT INDIRECT
LIGHT FIXTURE ‐ 2x2 OR 2x4 AS
INDICATED

WALL‐MOUNTED FLUORESCENT
INDIRECT LIGHT BRACKET

RECESSED PRISMATIC LENS
FLUORESCENT LIGHT FIXTURE ‐ 2x2
OR 2x4 AS INDICATED

SUSPENDED LINEAR FLUORESCENT
DIRECT/INDIRECT FIXTURE

UNDERCABINET FLUORESCENT LIGHT

SUPPLY DIFFUSER ‐ SEE MECHANICAL

RETURN GRILLE ‐ SEE MECHANICAL

EXHAUST ‐ SEE MECHANICAL

SMALL DECORATIVE PENDANT LIGHT
FIXTURE

EMERGENCY CALL LIGHT; 'XRAY IN
USE' LIGHT

XRAY

WOOD PANEL CEILING

WOOD SLAT CEILING

SPEAKERS

1.   ALL FLUORESCENT LAMPS TO BE LOW MERCURY, 3500 DEGREE K
COLOR TEMPERATURE, CRI 80 MINIMUM & SUITABLE FOR USE
WITH A DIMMING BALLAST.

2.   COORDINATE WITH ELECTRICAL DRAWINGS.

3.   COORDINATE WITH MECHANICAL DRAWINGS.

4.   GYPSUM BOARD CEILING PAINT SHALL BE PNT‐3 EGGSHELL FINISH,
U.N.O.

5.   PAINT INDICATED FOR SOFFITS SHALL WRAP ALL EXPOSED
SURFACES OF SOFFIT.

6.   REFER TO SHEET ID1.1 FOR SOFFIT PAINT SPECIFICATIONS.

7.   ALL SIDES OF SOFFITS ABOVE UPPER CABINETRY SHALL BE PAINTED
TO  MATCH ADJACENT WALL FINISH, U.N.O.

8. PROVIDE SEMIGLOSS FINISH PAINT AT LOCATIONS DESIGNATED
WITH A "*" IN CEILING FINISH TAG.

9. PROVIDE CONCEALED SPRINKLER HEADS, WHITE, SEE DETAIL ON
SHEET A9.2

AREA A

APC‐1 ACOUSTIC PANEL CEILING.
MANUFACTURER: ARMSTRONG
COLOR/STYLE: DUNE 1775, 24” X 24” X 5/8”  BEVELED TEGULAR LAY‐IN TILE
GRID: PRELUDE XL 15/16” EXPOSED T‐GRID, WHITE

APC‐2 ACOUSTIC PANEL CEILING.
MANUFACTURER: ARMSTRONG
COLOR/STYLE: FINE FISSURED 1714, 24” X 48” X 3/4” SQUARE LAY‐IN TILE,
CAC 40 GRID: PRELUDE XL 15/16” EXPOSED T‐GRID, WHITE

APC‐3 ACOUSTIC PANEL CEILING.
ARMSTRONG.
CLEAN ROOM VL 870, 2'X4'X5/8" SQUARE LAY‐IN TILE, WHITE.
CLEAN ROOM 15/16" GASKETED T‐GRID, WHITE.

WD‐1 WOOD PANEL CEILING.
MANUFACTURER: NEVMAR
COLOR/STYLE: SANTA ROSA PLUM TREE, 4'X8' SHEETS, EDGE BANDING TO MATCH
DETAIL: SEE 7/A9.3

WD‐2  WOOD SLAT CEILING
MANUFACTURER: CENTENNIAL WOODS
COLOR/STYLE: RECLAIMED SNOWFENCE, 1X6 & 1X3, WEATHERED WOOD, SKIP PLANED

GB GYPSUM BOARD.
SEE RCP FOR PAINT (P‐X) OR WALL COVERING (WC‐X) COLORS & FINISHES.
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SECOND FLOOR
REFLECTED

CEILING PLAN -
AREA 'A'

A9.2A

COMMUNITY
HEALTH CENTER
OF CENTRAL
WYOMING

 1/4" = 1'‐0"A3.1 A9.2A
1 SECOND FLOOR REFLECTED CEILING PLAN ‐ AREA 'A'

CEILING LEGEND

TYPICAL CEILING NOTES

KEYPLAN ‐ AREA A

NORTH

CEILING MATERIALS LIST

DESCRIPTION DATE
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1.   ALL FLUORESCENT LAMPS TO BE LOW MERCURY, 3500 DEGREE K
COLOR TEMPERATURE, CRI 80 MINIMUM & SUITABLE FOR USE
WITH A DIMMING BALLAST.

2.   COORDINATE WITH ELECTRICAL DRAWINGS.

3.   COORDINATE WITH MECHANICAL DRAWINGS.

4.   GYPSUM BOARD CEILING PAINT SHALL BE PNT‐3 EGGSHELL FINISH,
U.N.O.

5.   PAINT INDICATED FOR SOFFITS SHALL WRAP ALL EXPOSED
SURFACES OF SOFFIT.

6.   REFER TO SHEET ID1.1 FOR SOFFIT PAINT SPECIFICATIONS.

7.   ALL SIDES OF SOFFITS ABOVE UPPER CABINETRY SHALL BE PAINTED
TO  MATCH ADJACENT WALL FINISH, U.N.O.

8. PROVIDE SEMIGLOSS FINISH PAINT AT LOCATIONS DESIGNATED
WITH A "*" IN CEILING FINISH TAG.

9. PROVIDE CONCEALED SPRINKLER HEADS, WHITE, SEE DETAIL ON
SHEET A9.2
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RECESSED DOWNLIGHT FIXTURE W/
HORIZONTAL COMPACT FLUORESCENT LAMP.
'D' INDICATES DIMMING BALLAST & SWITCH.

DESCRIPTIONSYMBOL

RECESSED WALL WASHER FIXTURE W/
HORIZONTAL COMPACT FLUORESCENT LAMP.
'D' INDICATES DIMMING BALLAST & SWITCH.

RECESSED FLUORESCENT INDIRECT
LIGHT FIXTURE ‐ 2x2 OR 2x4 AS
INDICATED

WALL‐MOUNTED INDIRECT LIGHT BRACKET

RECESSED PRISMATIC LENS
FLUORESCENT LIGHT FIXTURE ‐ 2x2
OR 2x4 AS INDICATED

SUSPENDED LINEAR FLUORESCENT
DIRECT/INDIRECT FIXTURE

RECESSED PARABOLIC LENS
FLUORESCENT LIGHT FIXTURE ‐ 2x2
OR 2x4 AS INDICATED

RECESSED WALL WASHER FIXTURE W/
HALOGEN LAMP. 'D' INDICATES DIMMING
SWITCH.

LARGE DECORATIVE PENDANT LIGHT
FIXTURE

EXIT SIGN

FLUORESCENT LIGHT STRIP

UNDERCABINET FLUORESCENT LIGHT

SMALL DECORATIVE PENDANT LIGHT
FIXTURE

EMERGENCY CALL LIGHT; 'XRAY IN
USE' LIGHT

XRAY

CJ GYPSUM BOARD CONTROL JOINT

ACOUSTIC PANEL CEILING ‐ 2x2 OR
2x4 AS INDICATED.

GYP. BD. CEILING

SUPPLY DIFFUSER ‐ SEE MECHANICAL

RETURN GRILLE ‐ SEE MECHANICAL

EXHAUST ‐ SEE MECHANICAL

DESCRIPTIONSYMBOL DESCRIPTIONSYMBOL

SPEAKERS

APC‐1 ACOUSTIC PANEL CEILING.
MANUFACTURER: ARMSTRONG
COLOR/STYLE: DUNE 1775, 24” X 24” X 5/8”  BEVELED TEGULAR LAY‐IN TILE
GRID: PRELUDE XL 15/16” EXPOSED T‐GRID, WHITE

APC‐2 ACOUSTIC PANEL CEILING.
MANUFACTURER: ARMSTRONG
COLOR/STYLE: FINE FISSURED 1714, 24” X 48” X 3/4” SQUARE LAY‐IN TILE,
CAC 40 GRID: PRELUDE XL 15/16” EXPOSED T‐GRID, WHITE

APC‐3 ACOUSTIC PANEL CEILING.
ARMSTRONG.
CLEAN ROOM VL 870, 2'X4'X5/8" SQUARE LAY‐IN TILE, WHITE.
CLEAN ROOM 15/16" GASKETED T‐GRID, WHITE.

WDC‐1 WOOD PANEL CEILING.
MANUFACTURER: NEVMAR
COLOR/STYLE: SANTA ROSA PLUM TREE, 4'X8' SHEETS, EDGE BANDING TO
MATCH
DETAIL: SEE 7/A9.3

WDC‐2  WOOD SLAT CEILING
MANUFACTURER: CENTENNIAL WOODS
COLOR/STYLE: RECLAIMED SNOWFENCE, 1X6 & 1X3, WEATHERED WOOD, SKIP
PLANED

GB GYPSUM BOARD.
SEE ID1.X FOR PAINT (P‐X) OR WALL COVERING (WC‐X) COLORS & FINISHES.
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1.   ALL FLUORESCENT LAMPS TO BE LOW MERCURY, 3500 DEGREE K
COLOR TEMPERATURE, CRI 80 MINIMUM & SUITABLE FOR USE
WITH A DIMMING BALLAST.

2.   COORDINATE WITH ELECTRICAL DRAWINGS.

3.   COORDINATE WITH MECHANICAL DRAWINGS.

4.   GYPSUM BOARD CEILING PAINT SHALL BE PNT‐3 EGGSHELL FINISH,
U.N.O.

5.   PAINT INDICATED FOR SOFFITS SHALL WRAP ALL EXPOSED
SURFACES OF SOFFIT.

6.   REFER TO SHEET ID1.1 FOR SOFFIT PAINT SPECIFICATIONS.

7.   ALL SIDES OF SOFFITS ABOVE UPPER CABINETRY SHALL BE PAINTED
TO  MATCH ADJACENT WALL FINISH, U.N.O.

8. PROVIDE SEMIGLOSS FINISH PAINT AT LOCATIONS DESIGNATED
WITH A "*" IN CEILING FINISH TAG.

9. PROVIDE CONCEALED SPRINKLER HEADS, WHITE, SEE DETAIL ON
SHEET A9.2

AREA C

RECESSED DOWNLIGHT FIXTURE W/
HORIZONTAL COMPACT FLUORESCENT LAMP.
'D' INDICATES DIMMING BALLAST & SWITCH.

DESCRIPTIONSYMBOL

RECESSED WALL WASHER FIXTURE W/
HORIZONTAL COMPACT FLUORESCENT LAMP.
'D' INDICATES DIMMING BALLAST & SWITCH.

RECESSED FLUORESCENT INDIRECT
LIGHT FIXTURE ‐ 2x2 OR 2x4 AS
INDICATED

WALL‐MOUNTED INDIRECT LIGHT BRACKET

RECESSED PRISMATIC LENS
FLUORESCENT LIGHT FIXTURE ‐ 2x2
OR 2x4 AS INDICATED

SUSPENDED LINEAR FLUORESCENT
DIRECT/INDIRECT FIXTURE

RECESSED PARABOLIC LENS
FLUORESCENT LIGHT FIXTURE ‐ 2x2
OR 2x4 AS INDICATED

RECESSED WALL WASHER FIXTURE W/
HALOGEN LAMP. 'D' INDICATES DIMMING
SWITCH.

LARGE DECORATIVE PENDANT LIGHT
FIXTURE

EXIT SIGN

FLUORESCENT LIGHT STRIP

UNDERCABINET FLUORESCENT LIGHT

SMALL DECORATIVE PENDANT LIGHT
FIXTURE

EMERGENCY CALL LIGHT; 'XRAY IN
USE' LIGHT

XRAY

CJ GYPSUM BOARD CONTROL JOINT

ACOUSTIC PANEL CEILING ‐ 2x2 OR
2x4 AS INDICATED.

GYP. BD. CEILING

SUPPLY DIFFUSER ‐ SEE MECHANICAL

RETURN GRILLE ‐ SEE MECHANICAL

EXHAUST ‐ SEE MECHANICAL

DESCRIPTIONSYMBOL DESCRIPTIONSYMBOL

SPEAKERS

APC‐1 ACOUSTIC PANEL CEILING.
MANUFACTURER: ARMSTRONG
COLOR/STYLE: DUNE 1775, 24” X 24” X 5/8”  BEVELED TEGULAR LAY‐IN TILE
GRID: PRELUDE XL 15/16” EXPOSED T‐GRID, WHITE

APC‐2 ACOUSTIC PANEL CEILING.
MANUFACTURER: ARMSTRONG
COLOR/STYLE: FINE FISSURED 1714, 24” X 48” X 3/4” SQUARE LAY‐IN TILE,
CAC 40 GRID: PRELUDE XL 15/16” EXPOSED T‐GRID, WHITE

APC‐3 ACOUSTIC PANEL CEILING.
ARMSTRONG.
CLEAN ROOM VL 870, 2'X4'X5/8" SQUARE LAY‐IN TILE, WHITE.
CLEAN ROOM 15/16" GASKETED T‐GRID, WHITE.

WDC‐1 WOOD PANEL CEILING.
MANUFACTURER: NEVMAR
COLOR/STYLE: SANTA ROSA PLUM TREE, 4'X8' SHEETS, EDGE BANDING TO
MATCH
DETAIL: SEE 7/A9.3

WDC‐2  WOOD SLAT CEILING
MANUFACTURER: CENTENNIAL WOODS
COLOR/STYLE: RECLAIMED SNOWFENCE, 1X6 & 1X3, WEATHERED WOOD, SKIP
PLANED

GB GYPSUM BOARD.
SEE ID1.X FOR PAINT (P‐X) OR WALL COVERING (WC‐X) COLORS & FINISHES.
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SECOND FLOOR
REFLECTED

CEILING PLAN -
AREA 'C'

A9.2C

COMMUNITY
HEALTH CENTER
OF CENTRAL
WYOMING

 1/4" = 1'‐0"A3.1 A9.2C
1 SECOND FLOOR REFLECTED CEILING PLAN ‐ AREA 'C'

TYPICAL CEILING NOTES

KEYPLAN ‐ AREA C

CEILING  LEGEND

NORTH

CEILING MATERIALS LIST

DESCRIPTION DATE



AIR DEVICE OR
LIGHT FIXTURE

SPEAKER OR
OTHER DEVICE

SPRINKLER HEAD

EQ
EQ

EQ
EQ

EQ
EQ

EQ
EQ

EQ EQ

EQ
EQ

1' ‐ 11" 11"

EQ
EQ

1' ‐ 8" 1' ‐ 4"

1' ‐ 1 1/2" 9 1/2"2' ‐ 0" 11"

4‐ WAY SPLAYED BRACING
WIRES,
SEE NOTE 25 & 26 FOR
ALTENATE

1 1/2" x 1 1/2" X 20 GA. ANGLE WITH
2 #10 S.M.S. @ EACH STUD, TYP.

5/8 " GYP. BOARDS

MAIN RUNNER, 1 1/2", 1.12 PLF,
HOT ROLLED CHANNEL @ 4'‐0" O.C.

CROSS‐FURRING, 7/8" 25 GA.
HAT CHANNELS @ 2'‐0" O.C.

CROSS‐FURRING, 7/8" 25 GA.
HAT CHANNELS @ 2'‐0" O.C.

MAIN RUNNER, 1 1/2", 1.12 PLF,
HOT ROLLED CHANNEL @ 4'‐0" O.C.

1 1/2" x 1 1/2" X 20 GA. ANGLE WITH
2 #10 S.M.S. @ EACH STUD, TYP.

5/8 " GYP. BOARDS

16 GA. TIE WIRE, SEE NOTE 22

8 GA. HANGER WIRE, SEE NOTE 21

CUBICLE CURTAIN TRACK

1" S‐12 PANCAKE HEAD SCREW

3/4" X 3/4" X 5/16" SPACER AT
EACH INTERSECTION OF
CUBICLE CURTAIN TRACK AND
GRID RUNNER ONLY AT
TEGULAR TILE

ACOUSTIC TILE (TEGULAR
STYLE SHOWN)

MAIN OR CROSS RUNNER

8 GA. HANGER WIRE AT
EACH INTERSECTION OF
CUBICLE CURTAIN TRACK
AND GRID RUNNER

12 GA. SPLAY WIRE PERPENDICULAR
TO TRACK AT 8'‐0" O.C. MAX.

STRUCTURE ABOVE
20 GA BRIDGING/BLOCKING

SUSPENDED CEILING

5/8" TYPE "X" GYP. BD.

20 GA. METAL STUDS @ 24" O.C.
SIZE VARIES; SEE CEILING PLAN

3 ‐5/8" x 20 GA. METAL STUD @ 4' ‐ 0"
O.C. ALTERNATE DIRECTIONS

VA
RI
ES
, S
EE

 C
LG

. P
LA
N

6"

SEE PLAN

VARIES

VA
RI
ES
, S
EE

 C
LG

. P
LA
N

6"

1
1

CEILING PLANS

VARIES-SEE

SUSPENDED CEILING,
REF. REFLECTED CEILING
PLAN

3 5/8" x 20 GA. METAL
STUD KICKER @ 48" O.C.
W/ (3) #10 SMS, EA. END

3 5/8" x 20 GA. METAL
STUDS @ 16" O.C. W/
(3) #10 SMS, EA. END

CORNER BEAD, TYP.

5/8" TYPE 'X' GYP. BD.

C
E

IL
IN

G
 P

L
A

N
S

V
A

R
IE

S
 S

E
E

6"

SEE CEILING PLANS
VARIES

REFER TO FLOOR PLAN
& SHEET A7.1 FOR
PARTITION TYPE

2"

1"3/4" PLYWOOD FILL
PANEL SET BACK 1"
FROM CASEWORK AND
SOFFIT

ALIGN FACE OF CASEWORK AND
SOFFIT U.N.O. CONTRACTOR TO
COORDINATE DIMENSIONS AND
LOCATIONS FOR NECESSARY
TRADES

CEILING, REF.
REFLECTED CEILING
PLAN FOR MATERIAL
TYPE.

3 5/8" x 20 GA. METAL
STUD KICKER @ 48" O.C.
W/ (3) #10 SMS, EA. END

3 5/8" x 20 GA. METAL
STUDS @ 16" O.C. W/
(3) #10 SMS, EA. END

CORNER BEAD EACH
SIDE, TYP.

1
1

5/8" TYPE 'X' GYP. BD.

SE
E 
C E

IL
IN
G
 P
LA
N
S

VA
RI
ES

SEE CEILING PLANS
VARIES

6"

SEE CEILING PLANS
VARIES

SE
E 
C E

IL
IN
G
 P
LA
N
S

VA
RI
ES CEILING, REF.

REFLECTED CEILING
PLAN FOR
MATERIAL TYPE

3/4" SUBSTRATE W/ WOOD PLAM WRAP.
ALL EXPOSED EDGES TO HAVE
MATCHING EDGE BANDING

3 5/8" METAL STUDS

8'‐8"

9'‐6"

ACOUSTIC PANEL CEILING

5/8" GYP. BD.

10
"

3 5/8" x 20 GA. METAL
STUD KICKER @ 48" O.C.
W/ (3) #10 SMS, EA. END

3"

*SEE RCP*

STAINLESS STEEL PHILLIPS HEAD SCREW
W/ 1" COUNTER SUNK WASHER. PATTERN
INDICATED IN X/A9.4

‐

5/8" TYPE 'X' GYP.
BD.

PREFINISHED BREAK METAL
TRIM TO MATCH STOREFRONT

ROLLER SHADE W/ BLACKOUT SHADE;
INSTALL PER MFR'S
RECOMMENDATIONS

RECESSED PROJECTION SCREEN
WHERE INDICATED ON REF.
CLG. PLANS; INSTALL PER MFR'S
RECOMMENDATIONS

5/8" TYPE 'X' GYP.
BD.

METAL STUD FRAMING AS
REQ'D

10" COMPASSO CEILING TRIM

CEILING, REF. REFLECTED
CEILING PLAN FOR TYPE AND
HEIGHT

1 3/8"

ALUMINUM
CURTAINWALL W/
1" INSULATED
GLAZING

5

6

A 1
A4.3

G.2 G.3

5.2

5.9

G.1

1
A4.4

2
A4.8

7'‐4" 10'‐6" 10'‐6" 10'‐2" 10'‐2"

2'
‐9
"

13
'‐8

"
2'
‐9
"

4'
‐0
"

19
'‐2

"
4'
‐0
"

1'
‐0
"

27
'‐2

"

13'‐8 3/4" 21'‐0" 4'‐9 1/8" 15'‐6 7/8" 2'‐0"

57'‐0 3/4"

1'
‐6
"

TREX DECKING

2'
‐0
"

2'
‐0
"

2'
‐0
"

2'
‐0
"

2'
‐0
"

2'
‐0
"

2'
‐0
"

EQ
EQ

6" METAL STUD
FRAMING AND
HEADER

5/8 TYPE 'X' GYP. BD.

CORNER BEAD, TYP.

ALUMINUM STOREFRONT
WINDOW SYSTEM

BLACK‐OUT SHADE
TO FIT WITHIN
WINDOW OPENING

1X6 RECLAIMED WOOD SLAT. CENTENNIAL
WOODS, WEATHERED WOOD, SKIP
PLANED.

GYP. BD CEILING
SEE RCP

WOOD CEILING
SEE RCP

5/8" GYP. BD. SOFFIT ON 3 5/8"
METAL STUDS

3 5/8" x 20 GA. METAL
STUD KICKER @ 48" O.C.
W/ (3) #10 SMS, EA. END

6"

1/2"

ALTERNATE BETWEEN 6" WIDE
SLAT AND 3" WIDE SLAT

1‐1/2" SUSPENDED METAL TRACK.
SEPARATE INTO 4 DIFFERENT
REMOVEABLE SECTIONS FOR SERVICING

1/2" SPACING, TYP.

3 5/8" METAL STUDS

9'‐6"

11'‐0"

ACOUSTIC PANEL CEILING

5/8" GYP. BD.

3 5/8" x 20 GA. METAL
STUD KICKER @ 48" O.C.
W/ (3) #10 SMS, EA. END

8" COMPASSO TRIM

1'‐0"

6"

LED RIBBON, SEE ELEC. FOR
FIXTURE TYPE

1
1

SUSPENDED CEILING,
REF. REFLECTED CEILING
PLAN

3 5/8" x 20 GA. METAL
STUD KICKER @ 48" O.C.
W/ (3) #10 SMS, EA. END

3 5/8" x 20 GA. METAL
STUDS @ 16" O.C. W/
(3) #10 SMS, EA. END

CORNER BEAD, TYP.

5/8" TYPE 'X' GYP. BD.

C
E

IL
IN

G
 P

L
A

N
S

V
A

R
IE

S
 S

E
E

6"

SEE CEILING PLANS
VARIES

REFER TO FLOOR PLAN
& SHEET A7.1 FOR
PARTITION TYPE

*SEE RCP FOR DIMS.*

‐

CEILING, REF. REFLECTED
CEILING PLAN FOR TYPE
AND HEIGHT

BREAK METAL TRIM

ROLLER SHADE; INSTALL PER
MANUFACTURER'S
RECOMMENDATIONS
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CEILING DETAILS

A9.3

COMMUNITY
HEALTH CENTER
OF CENTRAL
WYOMING

 1/2" = 1'‐0"A9.3
1 CEILING TILE MOUNTS

 1/4" = 1'‐0"A9.3
2 GYP. BOARD CEILING DETAILS

 1/4" = 1'‐0"A9.3
3 CUBICLE CURTAIN TRACK DETAIL

 1 1/2" = 1'‐0"A9.1A A9.3
4 TYP. HEADER

 1 1/2" = 1'‐0"A9.1A A9.3
6 TYP. SOFFIT @ CASEWORK

 1 1/2" = 1'‐0"A9.1A A9.3
5 TYP. SOFFIT DETAIL ‐ TWO SIDED

 1 1/2" = 1'‐0"A9.1A A9.3
7 WOOD CEILING DETAIL @ RECEPTION DESKS

 1 1/2" = 1'‐0"A9.2A A9.3
9 SECTION ‐ DOUBLE ROLLER SHADE

 1/4" = 1'‐0"A3.1 A9.3
13 ENLARGED CANOPY REFLECTED CEILING PLAN

 1 1/2" = 1'‐0"A9.2A A9.3
10 GROUP ROOM SECTION @ ROLLER SHADE

 1 1/2" = 1'‐0"A9.1A A9.3
11 WOOD CEILING

 1 1/2" = 1'‐0"A9.1A A9.3
12 CEILING DETAIL @ LIGHT COVE

 1 1/2" = 1'‐0"A9.1A A9.3
14 TYP. SOFFIT @ WALL

 1 1/2" = 1'‐0"A9.1A A9.3
8 SECTION ‐ ROLLER SHADE @ CURTAIN WALL

DESCRIPTION DATE



C

2'
‐0
"

4'
‐0
"

4'
‐0
"

4'
‐0
"

2'
‐0
"

1'‐6"

7'‐0"

R 10'‐0
"

2'
‐0
"

2'
‐0
"

2'
‐0
"

2'‐6" 3'‐0" 1'‐6"

3'‐4"

2'‐6"

1'‐0"

6'
‐0
"

6'
‐0
"

4'‐0" 7'‐0"

2"
2"

2"EQ.EQ.EQ.2"

2"

2"
2"

2"
2"

WDC‐1

8' ‐ 8"

PGB
P‐5
8' ‐ 8"

RECEPTION
1089

C

6

3'‐0" 3'‐0" 3'‐0"

4'‐2 1/2"

1'‐6"

2'
‐0
"

R 6'‐2 1/8"

7'‐0"

1'
‐6
"

4'
‐0
"

4'
‐0
"

1'
‐6
"

3'
‐9
 1
/2
"

WDC‐1

8' ‐ 8"

2"
2"

2"
EQ.EQ.EQ.

2"

2"
2"

2"

7'‐0"

PGB
P‐5
8' ‐ 8"

GREETER
1065

C

5

2' ‐ 6" 3' ‐ 0" 3' ‐ 0"

1'
 ‐ 
0"

6 
1/
4"

4'
 ‐ 
0"

4'
 ‐ 
0"

4'
 ‐ 
0"

6 
1/
4"

1'
 ‐ 
0"

R 12'‐6" 1'‐5 3/4"

EQ
EQ

1'‐6"

9"

WDC‐1

8' ‐ 8"

PGB
P‐5
8' ‐ 8"

RECEPTION
1049

2"
2"

EQEQEQ 2"2"

2"
2"

2"
2"

2"

2'
‐0
"

2'
‐0
"

2'
‐0
"

3

6"

6"

2' ‐ 2 3/4"

EQ
4'
 ‐ 
0"

EQ
EQ

4'
 ‐ 
0"

EQ
EQ

4'
 ‐ 
0"

EQ

1' ‐ 6" 8"

1' ‐ 6" 8"

1' ‐ 6" 8"

6"
2'
‐0
"

2"

TYP.
2"

2"

2'
‐0
"

2'
‐0
"

1'‐2 1/2"

1'‐4 1/8"

1'‐4 1/2"

8 3/4"

1'‐0 1/8"

1'‐3 7/8"

1'‐2 1/8"

11 1/2"

2'‐4 7/8"

2" TYP.

2"
2"

TYP.
2"

2"
2"

TYP.
2"

C

2

4 
1/
4"

1'
 ‐ 
4 
3/
4"

4'
 ‐ 
0"

4'
 ‐ 
0"

4'
 ‐ 
0"

3'
 ‐ 
7 
1/
2"

6 
3/
8"

4' ‐ 0" 2' ‐ 0"

3' ‐ 0" 1' ‐ 6"

2'
 ‐ 
0"

6"

EQ
.

EQ
.

4'
‐0
"

4'
‐0
"

4'‐5 1/2"

RECEP.
1012

PGB
P‐5
8' ‐ 8"

WDC‐1

8' ‐ 8"

2'
‐0
"

2'
‐0
"

2"
2"

2"
2"

2"
2"

2"2" 2"

1'‐10"EQ.EQ.

2"

1'‐10" 2'‐0" 2'‐0" 1'‐6"

2" TYP.

1'
‐6
"

1'‐6"

C

6

REC.
2067

2'‐1" 2'‐0" 4'‐0" 1'‐6"

1'
 ‐ 
0"

EQ
4'
 ‐ 
0"

4'
 ‐ 
0"

4'
 ‐ 
0"

EQ

7' ‐ 8 1/2"

2' ‐ 10"

2' ‐ 5"

R 15'‐10"

4' ‐ 1 3/4"

8'
 ‐ 
5 
3/
8"

2"

2"

EQEQ

2'
‐0
"

2'
‐0
"

2'
‐0
"

2'‐0"

2"
2"

2"
2"

2"

2" 2"

2" TYP.

WDC‐1

8' ‐ 8"

PGB
P‐4
8' ‐ 8"

C

4

6"

3' ‐ 9" 4 1/4"

3' ‐ 6 3/4"

1'
 ‐ 
6"

10
 7
/8
"

4'
 ‐ 
0"

4'
 ‐ 
0"

4'
 ‐ 
0"

3' ‐ 4" 2' ‐ 10"

2'
 ‐ 
0"

2'
 ‐ 
0"

2'
 ‐ 
0"

1 1/8"
2 7/8" 4 7/8"

8 1/2" 6"

AL
IG
N

REC.
2032

5'‐8 3/8" 1'‐0"

2"

2"

EQ EQ

2"
2"

2"
2"

2"

WDC‐1

8' ‐ 8"

PGB
P‐4
8' ‐ 8"

3/4"
2 5/8" 4 1/2"

1'‐6 3/4"
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CEILING DETAILS

A9.4

COMMUNITY
HEALTH CENTER
OF CENTRAL
WYOMING

 1/2" = 1'‐0"A9.1A A9.4
7 PLAN DETAIL ‐ WOOD CEILING @ RECEPTION 1089

 1/2" = 1'‐0"A9.1A A9.4
3 PLAN DETAIL ‐ WOOD CEILING @ GREETER 1065

 1/2" = 1'‐0"A9.1B A9.4
6 PLAN DETAIL ‐ WOOD CEILING @ RECEPTION 1049

 1/2" = 1'‐0"A9.1A A9.4
5 PLAN DETAIL ‐ WOOD CEILING @ WAITING 1050B

 1/2" = 1'‐0"A9.1A A9.4
2 PLAN DETAIL ‐ WOOD CEILING @ RECEPTION 1012

 1/2" = 1'‐0"A9.2A A9.4
1 PLAN DETAIL ‐ WOOD CEILING @ RECEPTION 2067

 1/2" = 1'‐0"A9.2A A9.4
4 PLAN DETAIL ‐ WOOD CEILING @ RECEPTION 2032

DESCRIPTION DATE



PORCELAIN TILE COVE BASE
(PTB) ‐ FLOAT WALL TILE FOR
FLUSH INSTALLATION WITH TOP
OF FLOOR TILE

THINSET MORTAR BED

PORCELAIN TILE (PT)

GROUT JOINT

APPLY SEALER TO EXPOSED CONCRETE

CARPET (CPT)

JOHNSONITE REDUCER
STRIP RRS‐XX‐B, OR EQUAL

PORCELAIN TILE (PT)

SCHLUTER‐SCHIENE‐AE METAL
TRANSITION STRIP; SIZE PER
THICKNESS OF FLOORING MATERIALS
AS NEEDED

CARPET TILE (CPT) ‐
FLOAT FOR FLUSH INSTALLATION
TO AVOID ABRUPT CHANGES IN
HEIGHT AS NECESSARY

THIN‐SET MORTAR BED

SVF‐ OR VCT‐  FLOORING

JOHNSONITE
TRANSITION
CTA‐XX‐N, OR EQUAL

CARPET TILE (CPT)

ALUMINUM CAP STRIP, TYP.

SHEET FLOORING (SVF)
INTEGRAL COVED BASE

COVE FORMER

SHEET FLOORING6"
 T
YP
. U

.N
.O
. BULLNOSE TRIM TILE,

TYPICAL (SIZE VARIES)

FIELD TILE

GROUT JOINT

CAULK AS REQUIRED FOR
SMOOTH, CLEAN APPEARANCE

BASE (VARIES)

FLOORING (VARIES)

3/8" REVEAL

3/8" CHAMFERED
BOTTOM EDGE

1 X 6 SOLID WHITE MAPLE WOOD
WITH 3/8" CHAMFERED TOP EDGE,
STM‐PL‐1

2'
‐1
0"
 T
O
 T
O
P,
 T
YP
.

1 
1/
2"

1 X 6 SOLID WHITE MAPLE WOOD
WITH 3/8" CHAMFERED TOP EDGE,
STM‐PL‐1

FLOORING

PORCELAIN TILE (PT‐1)

THIN‐SET MORTAR BED

GROUT JOINT

PORCELAIN TILE BULLNOSE (PT‐7)

PORCELAIN TILE (PT‐1) PORCELAIN TILE BULLNOSE (PT‐7)

A. GENERAL WALL PAINT COLOR SHALL BE P‐1, U.N.O.

B. GENERAL WALL PAINT SHEEN SHALL BE EGGSHELL, UNLESS THE ITEM
CODE IS FOLLOWED BY AN 'S' OR 'E' ON THE MATERIALS LIST.  FOR EXAMPLE,
P‐4S FOR SEMIGLOSS, P‐4E FOR EPOXY.

C. PAINT COLOR FOR HOLLOW METAL DOORS & FRAMES SHALL BE P‐2S,
U.N.O.

D. FLOORING MATERIALS SHALL TRANSITION AT CENTER OF DOOR IN
CLOSED POSITION, U.N.O.  FOR FLOORING TRANSITION AND OTHER
INTERIOR FINISH DETAILS, REF. SHEET ID1.1.

E. REF. SHEETS A9.X REFLECTED CEILING PLANS FOR CEILING MATERIALS
AND LOCATIONS.

F. REF. SHEETS A6.X INTERIOR ELEVATIONS AND A7.X CASEWORK
SECTIONS FOR CASEWORK FINISH MATERIAL LOCATIONS.  CASEWORK
FINISH MATERIALS ARE LISTED ON INTERIOR FINISH MATERIALS LIST ON
SHEET ID1.1.

G. REF. SHEETS ID2.X FOR INTERIOR FINISH PLANS.

H. SEAL STRUCTURAL CONCRETE SLAB BENEATH ALL RESILIENT FLOORING
INSTALLATIONS.  ACCEPTABLE MANUFACTURERS INCLUDE CRETESEAL,
KOESTER, OR COMPARABLE ALTERNATIVE.

WALL ASSEMBLY (VARIES)

1X SOLID WHITE MAPLE
CORNER GUARD WITH 3/8"
CHAMFERED CORNERS

2 3/4"

2 
3/
4"

WOOD BASE BEYOND

CARPET (CPT) OR WALK
OFF MAT (WOM)

SCHLUTER‐RENO TK‐R
TRANSITION STRIP

SRF‐  FLOAT FOR FLUSH
INSTALLATION AS NECESSARY
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FINISH SCHEDULE

ID1.1

COMMUNITY
HEALTH CENTER
OF CENTRAL
WYOMING

 3" = 1'‐0"ID1.1
1 PORCELAIN TILE COVE BASE DETAIL

 3" = 1'‐0"ID1.1
2 CPT TO SEALED CONCRETE

 3" = 1'‐0"ID1.1
3 PT TO CPT TRANSITION

 3" = 1'‐0"ID1.1
4 RESILIENT FLOORING TO CPT TRANSITION

 3" = 1'‐0"ID1.1
5 SHEET FLOORING INTEGRAL BASE DETAIL

 3" = 1'‐0"ID1.1
6 TOP OF TILE WAINSCOT DETAIL

 3" = 1'‐0"ID1.1
7 TYPICAL CHAIR RAIL

 3" = 1'‐0"ID1.1
8 TYPICAL WOOD BASE

 3" = 1'‐0"ID1.1
9 PT STAIR DETAIL

 1/4" = 1'‐0"A3.1 ID1.1
10 LOBBY TILE PATTERN

INTERIOR FINISH NOTES

 3" = 1'‐0"ID1.1
11 CUSTOM WOOD CORNER GUARD (ACC. SCHED. #21B)

 1/2" = 1'‐0"A3.1 ID1.1
13 TYP. VCT PATTERN FAMILY PRACTICE

 1/2" = 1'‐0"A3.1 ID1.1
14 TYP. VCT PATTERN WOMENS CARE

DESCRIPTION DATE

 3" = 1'‐0"ID1.1
12 RESILIENT FLOORING TO CPT TRANSITION

INTERIOR FINISH MATERIALS LIST
CODE BA FINISH MAT Description MANUFACTURER STYLE / COLOR REMARKS CONTACT INFO

BASE
PTB‐1 PORCELAIN TILE BASE CROSSVILLE NOW AMBER 6"X12" COVE BASE TILE DESIGN MATERIALS ‐ BOB WILLEY 303‐256‐2800
PTB‐2 PORCELAIN TILE BASE CROSSVILLE BLUESTONE ARIZONA BROWN 6"X12" COVE BASE TILE DESIGN MATERIALS ‐ BOB WILLEY 303‐256‐2800
RB‐1 RUBBER BASE JOHNSONITE 4" TOP‐SET TOE RUBBER BASE 101 SEAWEED CONTINUOUS ROLLED GOODS
WB WOOD BASE CUSTOM MAPLE STM PL‐1 REF. 8 /ID1.1 FOR PROFILE
CASEWORK
PL‐1 HIGH PRESSURE PLASTIC LAMINTATE NEVAMAR SANTA ROSA PLUM  TREE TEXTURED WZ2001T
PL‐2 HIGH PRESSURE PLASTIC LAMINTATE FORMICA GREEN SOAPSTONE 4885‐38
PL‐3 HIGH PRESSURE PLASTIC LAMINTATE WILSONART SABLE SOAPSTONE 4838‐38
PL‐4 HIGH PRESSURE PLASTIC LAMINTATE PIONITE COLOR NUBIA BROWN LEATHER FINISH
SS‐1 SOLID SURFACE DUPONT SANDALWOOD CORIAN, 1/2" THICK MATERIAL, SATIN FINISH DARREN PECHARICH 303‐502‐7392
WD‐1 WOOD TRIM CUSTOM MAPLE TRIM STM PL‐1
FLOORING
CPT‐1 CARPET 24"X24" TILE LEES A PREMONITION GT075‐ COLOR 306 FRINGE 24"X24" TILE VERTICAL ASHLAR DIRECTION SHANNON WHITE 720‐217‐8056
CPT‐2 CARPET 24"X24" TILE LEES IT'S A SIGN GT071 ‐ COLOR 306 FRINGE 24"X24" TILE QUARTER TURN SHANNON WHITE 720‐217‐8056
CPT‐3 CARPET 24"X24" TILE LEES THE GROOVE DE163‐ COLOR 328 FLINT STONE SHANNON WHITE 720‐217‐8056
CPT‐4 CARPET 24"X24" TILE LEES THE GROOVE DE163‐  COLOR 406 BURNISHED GOLD SHANNON WHITE 720‐217‐8056
CPT‐5 CARPET 24"X24" TILE LEES THE GROOVE DE163‐ COLOR 534 SABLE SHANNON WHITE 720‐217‐8056
SRF‐1 SHEET VINYL FLOORING ARMSTRONG NATURAL CREATIONS ARBOR ART TP068 TIGERWOOD BLONDE
SVF‐1 SHEET VINYL FLOORING ARMSTRONG MEDINTONE H8319 SAND LIGHT HEAT WELD SEAMS
VCT‐1 VINYL COMPOSITION TILE MANNINGTON ESSENTIALS 163 KHAKI BEIGE
VCT‐2 VINYL COMPOSITION TILE MANNINGTON ESSENTIALS 346 BRONZE
VCT‐3 VINYL COMPOSITION TILE MANNINGTON ESSENTIALS 102 STONE GRAY
VCT‐4 VINYL COMPOSITION TILE MANNINGTON ESSENTIALS 209 DARK CHOCOLATE
WOM‐1 WALK OFF MAT LEES STEP IN STYLE GT066, 524 WOODLAND BROWN SHANNON WHITE 720‐217‐8056
GENERAL
HPR‐1 HIGH PERFORMANCE RESIN DESIGNTEX SLANT JUTE  SANDSTONE FINISH BOTH SIDES, PANEL THICKNESS 1/2"
RBN‐1 RUBBER STAIR NOSING JOHNSONITE VIRCN‐101‐B
SC SEALED CONCRETE
STONE
ST‐1 STONE DESIGN MATERIALS REALSTONE SYSTEMS THINSTONE TERRACOTTA  6"X24" PANELS DESIGN MATERIALS ‐ BOB WILLEY 303‐256‐2800
TILE
GT‐1 GLASS TILE AMERICAN OLEAN LEGACY GLASS WHEAT FIELD RANDOM LINEAR MOSAICS LG47 DESIGN MATERIALS ‐ BOB WILLEY 303‐256‐2800
GT‐2 GLASS TILE DESIGN MATERIALS ALYSE EDWARDS HAUTE GLASS AEC MAUHENR 11‐HONEY ESPRESSO USE AT WATER FEATURE DESIGN MATERIALS ‐ BOB WILLEY 303‐256‐2800
PT‐1 PORCELAIN TILE CROSSVILLE NOW AMBER 12"X24" TILE DESIGN MATERIALS ‐ BOB WILLEY 303‐256‐2800
PT‐2 PORCELAIN TILE CROSSVILLE NOW AMBER 18"X18"" TILE DESIGN MATERIALS ‐ BOB WILLEY 303‐256‐2800
PT‐3 PORCELAIN TILE CROSSVILLE NOW AMBER 6"X3" TILE DESIGN MATERIALS ‐ BOB WILLEY 303‐256‐2800
PT‐4 PORCELAIN TILE CROSSVILLE BLUESTONE ARIZONA BROWN 12"X12" FLOOR TILE DESIGN MATERIALS ‐ BOB WILLEY 303‐256‐2800
PT‐5 PORCELAIN TILE CROSSVILLE BLUESTONE ARIZONA BROWN 12"X24" WALL TILE DESIGN MATERIALS ‐ BOB WILLEY 303‐256‐2800
PT‐6 PORCELAIN TILE CROSSVILLE BLUESTONE ARIZONA BROWN 4"X12" BULLNOSE TRIM TILE DESIGN MATERIALS ‐ BOB WILLEY 303‐256‐2800
PT‐7 PORCELAIN TILE CROSSVILLE NOW LEAD 3"X18" BULLNOSE TRIM TILE DESIGN MATERIALS ‐ BOB WILLEY 303‐256‐2800
WALLS
P‐1 PAINT ‐ GENERAL SHERWIN WILLIAMS SOFTER TAN SW6141
P‐1S PAINT SHERWIN WILLIAMS SOFTER TAN SW6141, SEMI‐GLOSS FINISH
P‐2 PAINT SHERWIN WILLIAMS WHOLE WHEAT SW6121
P‐2S PAINT SHERWIN WILLIAMS WHOLE WHEAT SW6121, SEMI‐GLOSS
P‐3 PAINT SHERWIN WILLIAMS EXTRA WHITE SW7006
P‐4 PAINT ACCENT SHERWIN WILLIAMS MOSSY GOLD SW6139
P‐4S PAINT ACCENT SHERWIN WILLIAMS MOSSY GOLD SW6139, SEMIGLOSS FINISH
P‐5 PAINT ACCENT SHERWIN WILLIAMS JAVA SW6090
P‐6 PAINT ACCENT SHERWIN WILLIAMS MANNERED GOLD SW6130
P‐7 PAINT ACCENT ICI 00YY 18/346 l0629
P‐8 PAINT ACCENT SHERWIN WILLIAMS CHATROOM SW6171
P‐9 PAINT ACCENT SHERWIN WILLIAMS LIBRARY PEWTER SW0038



UP

UP

EXAM 1
1046

P‐1

RB‐1
VCT‐1, 2, 3

P‐6

EXAM 2
1045

P‐1

RB‐1
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EXAM 3
1044

P‐1
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EXAM 4
1043

P‐1

RB‐1
VCT‐1, 2, 3

P‐6TRIAGE
1047

P‐1

RB‐1
VCT‐1, 2, 3

P‐6

EXAM 5
1042

P‐1

RB‐1
VCT‐1, 2, 3

P‐6
TOILET
1036

PT‐5/P‐4S

PTB‐2
PT‐4
KN #3

PT‐6

MAINT. SHOP
1041

P‐1

RB‐1
VCT‐2

DIGITAL X‐RAY
1011

P‐1

RB‐1
VCT‐2, 4

P‐4

ULTRASOUND
1008

P‐1

RB‐1
VCT‐1, 2

P‐4

DRESS
1007

P‐1

RB‐1
CPT‐2

P‐5

DEXA‐SCAN
1006

P‐1

RB‐1
VCT‐1, 2

P‐4

MAMMO
1005

P‐1

RB‐1
VCT‐1, 2

P‐4

TECH WORK
1003

P‐1

RB‐1
VCT‐2, 4

P‐4

PACS/SCAN
1004

P‐1

RB‐1
VCT‐2, 4

P‐4

STORAGE
1037

P‐1

RB‐1
VCT‐1

RECEIVING/GEN. STOR.
1038

P‐1

RB‐1
VCT‐2

PHAR. MGR.
1032

P‐1

RB‐1
CPT‐2

P‐6
HSKPG.
1029

P‐1S

6" INTEGRAL
SVF‐1
KN#1

HAZ. W.
1030

P‐1S

RB‐1
VCT‐1

PH./DATA
1031

P‐1

RB‐1
VCT‐1

ELEC. RM
1028

P‐1

RB‐1
VCT‐1

EXT. MAINT.
1025

P‐1

RB‐1
SC

BIO
1016

P‐1S

RB‐1
SVF‐1

DRESS
1013

P‐1

RB‐1
CPT‐2

P‐5

DRAW
1014

P‐1

RB‐1
VCT‐2

P‐4

TOILET
1023

PT‐5/P‐S

PTB‐2
PT‐4
KN #3

PT‐6

LAB
1019

P‐1S

RB‐1
SVF‐1

P‐6

CORR
1002

P‐1

RB‐1
CPT‐2

P‐5

STOR.
1035

P‐1

RB‐1
VCT‐1

PHARMACY
1033

P‐1

RB‐1
CPT‐2, 5

CONSULT
1034

P‐2

RB‐1
CPT‐2

CORRIDOR
1039

P‐1

RB‐1
CPT‐2

SERVICE CORR
1024

P‐1

RB‐1
CPT‐2, WOM

P‐9

VESTIBULE
1001

P‐1

RB‐1
WOM‐1

MGR. OFFICE
1018

P‐1

RB‐1
CPT‐2

P‐4

DRAW
1015

P‐1

RB‐1
VCT‐2

P‐4

STOR.
1017

P‐1

RB‐1
VCT‐1

CL. STOR.
1022

P‐1

RB‐1
VCT‐1

FIRE RISER
1026

P‐1

RB‐1
SC

STAIR
1000

P‐1

RB‐1
WOM‐1/RBN‐1

TOILET
1009

PT‐5/P‐4

PTB‐2
PT‐4
KN#3

PT‐6

RECEP.
1012

P‐1

RB‐1
CPT‐2

P‐4

NORTH HALL
1048

P‐1

RB‐1
CPT‐2

P‐7

WAITING
1050A

P‐1

WB
CPT‐1/ SRF‐1

P‐7, CR

WAITING
1050B

P‐1

WB
CPT‐1/ SRF‐1

, CR

A2.1A
A2.1B

A2.1A

A2.1B

(5) 18" DEEP UTILITY
SHELVES ON HEAVY
DUTY KV STANDARDS &
BRACKETS

CORRIDOR
1021

P‐1

RB‐1
SVF‐1

P‐6

(5) 12" DEEP
UTILITY SHELVES
ON HEAVY DUTY
KV STANDARDS &
BRACKETS

SIM

MAIL
1027

P‐1

RB‐1
VCT‐2

FD

FD

P4

REAR
LOADING USPS
HORZONTAL
MAIL SLOTS

P‐4

P‐4

P‐4
P‐4 P‐4

P‐4

P‐5

P‐4 P‐4

P‐4

P‐4

P‐6

P‐6

CPT‐2

CPT‐5

P‐7

P‐6
P‐6 P‐6 P‐6

P‐6

CPT‐2 CPT‐3

P‐7

SRF‐1CPT‐1 CPT‐1

ALIGN PATTERN
WITH CEILING

P‐5

SRF‐1

CPT‐2 CPT‐2

VCT‐2VCT‐2

P‐5

SRF‐1 CPT‐1

SRF‐1 CPT‐1

R 63'‐10 1/2"

5'‐1 5/8"

8' ‐ 6 1/8"

5'‐5"

5'‐5"

7'
‐2
"

8'‐6"9'‐1 1/8"

24
'‐4

"

R 49'‐10 1/4"

R 55'‐2 1/4"

6'‐6"

P‐6

AL
IG
N
 W

/ C
EI
LI
N
G

CPT‐2CPT‐3

10'‐3 3/8"

SRF‐1 CPT‐1

R 63'‐10"

8'‐6"

R 55'‐2"

WOM

CPT‐2

P‐9

VCT‐2

VCT‐1

VCT‐2 VCT‐4 VCT‐2

VCT‐1

VCT‐2

VCT‐1

VCT‐2

VCT‐1

VCT‐2

VCT‐1

6'
‐8
 1
/8
"

5'‐4 3/8" 0"

R 10'‐6 5/8"

11
 3
/4
"

1'‐8 1/8"
CR

CR

CR

AREA A

1. SEE ARCHITECTURAL PLANS & ACCESSORY SCHEDULE FOR WALL
PROTECTION WAINSCOT LOCATIONS.

2. PROVIDE CHAIR RAIL WHERE INDICATED WITH DASHED LINE.  REF.
7/ID1.1 FOR CHAIR RAIL PROFILE AND MOUNTING HEIGHT.

3. SEE INTERIOR ELEVATIONS FOR PATTERN AND EXTENT OF WALL TILE.

4. CARPET INSET SHOWN AS CPT‐3, CPT‐4 TO BE INSTALLED IN A
CHECKERBOARD PATTERN.

5. VCT PATTERN TO BE A RANDOM MIX OF VCT‐1, 4, 3, ( 33% each color)

WALL FINISH ACCENT SYMBOL

DESCRIPTIONSYMBOL

FLOORING TRANSITION
SYMBOL

INTERIOR FINISH ROOM TAG

X

X

X

ROOM NAME
101

GEN. WALL FNSH.
ACC. WALL FNSH.

BASE
FLOORING

KEY FNSH. NOTES

2
A

TREATMENT
STYLE (2)

FABRIC (A)

INDICATES PLANK OR TILE
INSTALLATION DIRECTION

WINDOW TREATMENT
SYMBOL

CHAIR RAIL
REF. X/ID2.1X

REF. THICK DASHED LINE FOR
PRICING SET

FLOOR FINISH LEGEND

VCT‐1

VCT‐2

VCT‐3

VCT‐4
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FIRST FLOOR
INTERIOR FINISH
PLAN AREA 'A'

ID2.1A

COMMUNITY
HEALTH CENTER
OF CENTRAL
WYOMING

 1/4" = 1'‐0"A3.1 ID2.1A
1 FIRST FLOOR INTERIOR FINISH PLAN AREA 'A'

KEYPLAN ‐ AREA A

INTERIOR FINISH KEY NOTES

INTERIOR FINISH LEGEND

NORTH

DESCRIPTION DATE
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PT‐5/P‐4S
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P‐1
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VCT‐1

P‐6
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1078

P‐1S

RB‐1
VCT‐1

P‐6

SOILED UTILITY
1075

P‐1S

6" INTEGRAL
SVF‐1
KN#1

CLEAN WORK
1076

P‐1S

RB‐1
SVF‐1

REG./SCREEN
1067

P‐1

RB‐1
CPT‐2

P‐4

SITE MGR.
1068

P‐1

RB‐1
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REG./SCREEN
1070

P‐1
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N. MGR.
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PT‐4
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P‐6
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1071

P‐1
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P‐1
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RECEPTION
1049

P‐1

RB‐1
CPT‐2

P‐2
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1053
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CPT‐3, 4
KN #4

P‐7
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1048

P‐1
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CPT‐2

P‐7

SOUTH HALL
1057

P‐1

RB‐1
CPT‐2

MED REC/PAT. NAV.
1055

P‐1

RB‐1
CPT‐2

P‐7

EAST HALL
1054

P‐1

RB‐1
CPT‐2

P‐ACCENT

BILL/SCHED.
1051

P‐1

RB‐1
CPT‐2

P‐8
WEST HALL

1052

P‐1

RB‐1
CPT‐2

P‐8

WAITING
1050C

P‐1

WB
CPT‐1/ SRF‐1

, CR

GREETER
1065

P‐1

RB‐1
CPT‐1

P‐7

STAIR
1128

P‐1

PT‐1, 7

ENTRY VESTIBULE
1129

P‐1

WB
WOM‐1

WAITING
1050E

P‐1

WB
CPT‐1/ SRF‐1

P‐7, CR

WAITING
1050D

P‐1

WB
CPT‐1/ SRF‐1

, CR

A2.1A
A2.1B

A2.1A

A2.1B

A2.1B

A2.1C

A2.1B

A2.1C

FILES
1072

P‐1

RB‐1
VCT‐1

CORR
1077

P‐1

RB‐1
CPT‐2

CONSULT
1064

P‐1

RB‐1
VCT‐1

P‐7 EXAM 10
1063

P‐1

RB‐1
VCT‐1, 2, 3

P‐6

P4

P4

P‐7

CPT‐4

CPT‐2 CPT‐3P‐8

P‐8

P‐7

P‐7

P‐6

P‐4

P‐6

P‐4 P‐6

REG/SCREEN
1069

P‐1

RB‐1
CPT‐2

P‐4

P‐6 P‐6
P‐6

P‐6

P‐4 P‐4

ALIGN PATTERN
WITH CEILING

CPT‐1

P‐2

P‐7

P‐6

P‐6

ALIGN PATTERN
WITH CEILING

CLOSET
1130

P‐1

RB‐1
WOM‐1

CPT‐3

SRF‐1

5'‐5"

5'‐5"

5'‐5"

P‐6

SRF‐1 CPT‐1

CPT‐1 SRF‐1

3'
‐4
"

10
'‐0

"
3'
‐4
"

3'‐6" 34'‐0" 3'‐6"

AL
IG
N
 W

/ C
EI
LI
N
G

CPT‐2CPT‐3

P‐7

CPT‐1SRF‐1

WAITING
1050E

P‐1

WB
CPT‐1/ SRF‐1

P‐7, CR

CPT‐1

PT‐1

R 57'‐6"

10'‐3 3/8"

SRF‐1 CPT‐1

6'‐0"

8'‐2 7/8"

R 102'‐10"

R 68'‐4"

P‐2 P‐2 P‐2 P‐2 P‐2

CR

CR

CR

CR

WALL FINISH ACCENT SYMBOL

DESCRIPTIONSYMBOL

FLOORING TRANSITION
SYMBOL

INTERIOR FINISH ROOM TAG

X

X

X

ROOM NAME
101

GEN. WALL FNSH.
ACC. WALL FNSH.

BASE
FLOORING

KEY FNSH. NOTES

2
A

TREATMENT
STYLE (2)

FABRIC (A)

INDICATES PLANK OR TILE
INSTALLATION DIRECTION

WINDOW TREATMENT
SYMBOL

CHAIR RAIL
REF. X/ID2.1X

REF. THICK DASHED LINE FOR
PRICING SET

FLOOR FINISH LEGEND

VCT‐1

VCT‐2

VCT‐3

VCT‐4

1. SEE ARCHITECTURAL PLANS & ACCESSORY SCHEDULE FOR WALL
PROTECTION WAINSCOT LOCATIONS.

2. PROVIDE CHAIR RAIL WHERE INDICATED WITH DASHED LINE.  REF.
7/ID1.1 FOR CHAIR RAIL PROFILE AND MOUNTING HEIGHT.

3. SEE INTERIOR ELEVATIONS FOR PATTERN AND EXTENT OF WALL TILE.

4. CARPET INSET SHOWN AS CPT‐3, CPT‐4 TO BE INSTALLED IN A
CHECKERBOARD PATTERN.

5. VCT PATTERN TO BE A RANDOM MIX OF VCT‐1, 4, 3, ( 33% each color)
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UP
UP

EXAM 7
1098

P‐1

RB‐1
VCT‐2

P‐2

EXAM 8
1099

P‐1

RB‐1
VCT‐2

P‐2

EXAM 9
1101

P‐1

RB‐1
VCT‐2

P‐2

EXAM 10
1102

P‐1

RB‐1
VCT‐2

P‐2

TOILET
1103

PT‐5/P‐4S

PTB‐2
PT‐4
KN #3

PT‐6

CONSULT
1104

P‐1

RB‐1
CPT‐2

P‐4

EXAM 6
1096

P‐1

RB‐1
VCT‐ 2

P‐2

EXAM 1
1085

P‐1

RB‐1
VCT‐2

P‐2

EXAM 2
1084

P‐1

RB‐1
VCT‐2

P‐2

EXAM 3
1083

P‐1

RB‐1
VCT‐2

P‐2

EXAM 4
1082

P‐1

RB‐1
VCT‐2

P‐2

TRIAGE
1086

P‐1

RB‐1
VCT‐2

P‐2

EXAM 5
1081

P‐1

RB‐1
VCT‐2

P‐2

ELEC
1087

P‐1

RB‐1
VCT‐1

PROCEDURE 2
1079

P‐1

RB‐1
VCT‐1

P‐6

CLEAN WORK
1076

P‐1S

RB‐1
SVF‐1

REG./SCREEN
1070

P‐1

RB‐1
CPT‐2

P‐4

TOILET
1073

PT‐5/P‐4S

PTB‐2
PT‐4
KN #3

PT‐6

SENIOR CARE
1093

P‐1

RB‐1
CPT‐3

ELEV. RM.
1123

P‐1

RB‐1
VCT‐1

WOMEN'S TOILET
1125

PT‐1,3/ P‐7S

PTB‐1
PT‐2
KN#3

GT‐1

MEN'S TOILET
1124

PT‐1,3/ P‐7S

PTB‐1
PT‐2
KN#3

GT‐1

BILL/SCHED.
1091

P‐1

RB‐1
CPT‐2

P‐5

RECEPTION
1089

P‐1

RB‐1
CPT‐2

P‐2

NORTH HALL
1088

P‐1

RB‐1
CPT‐2

P‐ACCENT

WEST HALL
1092

P‐1

RB‐1
CPT‐2

P‐5

SOUTH HALL
1097

P‐1

RB‐1
CPT‐2

EAST HALL
1094

P‐1

RB‐1
CPT‐2

P‐7

MED REC./PAT. NAV.
1095

P‐1

RB‐1
CPT‐2

P‐7

CORR
1126

P‐1

WB
PT‐1

P‐4, P‐7

STAIR
1128

P‐1

PT‐1, 7

ENTRY VESTIBULE
1129

P‐1

WB
WOM‐1

WAITING
1050F

P‐1

WB
CPT‐1/ SRF‐1

P‐5, CR

?

A2.1B

A2.1C

A2.1B

A2.1C

FILES
1072

P‐1

RB‐1
VCT‐1

O.H.

O.H.

P4

SIM ALIGN PATTERN WITH CEILING

CPT‐3CPT‐2

P‐7

P‐7

REG/SCREEN
1069

P‐1

RB‐1
CPT‐2

P‐4

P‐2 P‐2 P‐2 P‐2

P‐4 P‐4

P‐5

P‐4

P‐2

SRF‐1CPT‐1 CPT‐1

                              PT‐1
       REF. 10/ID1.1 FOR
FLOOR TILE PATTERN

ALIGN PATTERN
WITH CEILING

 PT‐1
 REF. 10/ID1.1 FOR
FLOOR TILE PATTERN

PT‐1

P‐4

P‐4

P‐7

P‐5

P‐2

SRF‐1

CPT‐1

P‐7

P‐6

CALL CENTER
1111

P‐1

RB‐1
CPT‐2

P‐4

SRF‐1

5'‐5"

5'‐5"

CPT‐1SRF‐1

WAITING
1050E

P‐1

WB
CPT‐1/ SRF‐1

P‐7, CR

ELEVATOR LOBBY
1127

P‐1

WB
PT‐1

ST‐1

ST‐1

CPT‐1

PT‐1

CPT‐1

PT‐1

P‐2

CPT‐2CPT‐3

P‐5

R 57'‐6"

8'‐2 7/8"

6'‐7 1/2"

R 62'‐3 1/8"

R 62'‐4"

P‐2 P‐2 P‐2 P‐2 P‐2

P‐5

PROVIDER
1109

P‐1

RB‐1
CPT‐2

P‐8

PROVIDER
1108

P‐1

RB‐1
CPT‐2

P‐8

NURSE
1106

P‐1

RB‐1
CPT‐2

P‐ACCENT

PROVIDER
1121

P‐1
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CPT‐2

P‐8

CASE MGR.
1119

P‐1
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CPT‐2

P‐8

PROVIDER
1118

P‐1

RB‐1
CPT‐2

P‐8

SOCIAL WORKER
1117

P‐1
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CPT‐2

P‐8

SOCIAL WORKER
1116

P‐1
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CPT‐2

P‐8

PSYCHOLOGIST
1114

P‐1
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CPT‐2

P‐8

PLAY THERAPY
1113

P‐1
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CPT‐2

P‐8

BEHAVIORAL
1115

P‐1

RB‐1
CPT‐2

P‐ACCENTBEHAVIORAL WAITING
1122

P‐1

WB
CPT‐2/ SRF‐1

P‐5

RECEPTION
1105

P‐1

RB‐1
CPT‐2

P‐ACCENT

TOILET
1107

PT‐5/P‐4S

PTB‐2
PT‐4
KN #3

P‐4

FINISHES TO BE PRICED
PER ALTERNATE #6

CR

CRCR

AREA C

1. SEE ARCHITECTURAL PLANS & ACCESSORY SCHEDULE FOR WALL
PROTECTION WAINSCOT LOCATIONS.

2. PROVIDE CHAIR RAIL WHERE INDICATED WITH DASHED LINE.  REF.
7/ID1.1 FOR CHAIR RAIL PROFILE AND MOUNTING HEIGHT.

3. SEE INTERIOR ELEVATIONS FOR PATTERN AND EXTENT OF WALL TILE.

4. CARPET INSET SHOWN AS CPT‐3, CPT‐4 TO BE INSTALLED IN A
CHECKERBOARD PATTERN.

5. VCT PATTERN TO BE A RANDOM MIX OF VCT‐1, 4, 3, ( 33% each color)
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2009

PT‐5/P‐4S

PTB‐2
PT‐4
KN #3

PT‐6

GROUP
2006

P‐1

RB‐1
CPT‐2

P‐9

GROUP
2005

P‐1

RB‐1
CPT‐2

P‐9

GROUP
2003

P‐1

RB‐1
CPT‐2

P‐9

STAFF LOUNGE
2001

P‐1

RB‐1
CPT‐2

P‐9

HSKP.
2002

P‐1S

6" INT.
SRV‐1

STERILE PROCESSING
2012

P‐1S

RB‐1
SVF‐1

DATA
2015

P‐1

RB‐1
VCT‐1STERILE STOR.

2013

P‐1S

RB‐1
SVF‐1

MED RECORDS
2014

P‐1

RB‐1
VCT‐1

M. STAFF
2016

PT‐5/P‐4

PTB‐2
PT‐4
KN #3

PT‐6

W. STAFF
2017

PT‐5/P‐4

PTB‐2
PT‐4
KN #3

PT‐6

PANOREX
2036

P‐1

RB‐1
VCT‐1

STOR.
2037

P‐1

RB‐1
VCT‐1

LAB
2038

P‐1

RB‐1
VCT‐1

STERILE WORK
2039

P‐1S

RB‐1
VCT‐4

UTILITY
2041

P‐1S

RB‐1
VCT‐1

STORAGE
2042

P‐1

RB‐1
VCT‐1

TOILET
2043

PT‐5/P‐4

PTB‐2
PT‐4
KN #3

PT‐6
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2044

P‐1

RB‐1
CPT‐2

P‐5
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2035
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RB‐1
CPT‐2

P‐5

EXAM 5
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P‐1
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EXAM 4
2025
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P‐6
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2045
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RB‐1
SC
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2029

P‐1

RB‐1
CPT‐2
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RB‐1
VCT‐1

DENTAL PROVIDERS
2022
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P‐ACCENT
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2032
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RB‐1
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SHAFT
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P‐1

RB‐1
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STAIR
2000
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RB‐1
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P‐7
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2018

P‐1

RB‐1
CPT‐3

P‐8

CORR
2011

P‐1

RB‐1
CPT‐3

P‐5

CORR
2019

P‐1
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CPT‐3
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2021

P‐1
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WAITING
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P‐1
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A2.1B
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AND 12" DEEP
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MOUNTED AT
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2023

P‐1

RB‐1
CPT‐2

2'
‐4
 1
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"

STOR.
2008

P‐1

RB‐1
VCT‐4

P‐9P‐9 P‐9 P‐9

P‐5

P‐9
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P‐6 P‐8 P‐8

P‐8

P‐8P‐8P‐6

P‐5P‐5P‐5P‐5

P‐5 P‐5 P‐5 P‐5
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P‐7

R 63'‐10"
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10'‐3" 5'‐5"

P‐8

VCT‐1,4,3

CPT‐3
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CPT‐2
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EQ EQ

2'‐0"

CR
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CR
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"
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INSTALLATION DIRECTION
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PRICING SET
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VCT‐4

1. SEE ARCHITECTURAL PLANS & ACCESSORY SCHEDULE FOR WALL
PROTECTION WAINSCOT LOCATIONS.

2. PROVIDE CHAIR RAIL WHERE INDICATED WITH DASHED LINE.  REF.
7/ID1.1 FOR CHAIR RAIL PROFILE AND MOUNTING HEIGHT.

3. SEE INTERIOR ELEVATIONS FOR PATTERN AND EXTENT OF WALL TILE.

4. CARPET INSET SHOWN AS CPT‐3, CPT‐4 TO BE INSTALLED IN A
CHECKERBOARD PATTERN.

5. VCT PATTERN TO BE A RANDOM MIX OF VCT‐1, 4, 3, ( 33% each color)
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NORTH

DESCRIPTION DATE



DN

EXAM 9
2049

P‐1

RB‐1
VCT‐1, 4, 5

P‐8, P‐5

EXAM 8
2048

P‐1

RB‐1
VCT‐1, 4, 5

P‐8, P‐5

EXAM 7
2047

P‐1

RB‐1
VCT‐1, 4, 5

P‐8, P‐5

EXAM 6
2046

P‐1

RB‐1
VCT‐1, 4, 5

P‐8, P‐5

CONSULT
2051

P‐1

RB‐1
CPT‐2

P‐6

COMP / VAC
2045

P‐1

RB‐1
SC

MECHANICAL
2052

P‐1

RB‐1
SC

PROCEDURE
2053

P‐1S

RB‐1
VCT‐2

P‐6

SOILED UTILITY
2054

P‐1S

6" INTEGRAL
SVF‐1
KN #1

EXAM 5
2056

P‐1

RB‐1
VCT‐1,2,4

P‐5

TOILET
2065

PT‐5/P‐4

PTB‐2
PT‐4
KN #3

PT‐6

TOILET
2064

PT‐5/P‐4

PTB‐2
PT‐4
KN #3

PT‐6

EXAM 1
2061

P‐1

RB‐1
VCT‐1, 4, 2

P‐5

EXAM 2
2059

P‐1

RB‐1
VCT‐1, 4, 2

P‐5

EXAM 3
2058

P‐1

RB‐1
VCT‐1, 4, 2

P‐5

EXAM 4
2057

P‐1

RB‐1
VCT‐1, 4, 2

P‐5

SPECIMEN VESTIBULE
2063

P‐1

RB‐1
VCT‐4

WOMEN'S CARE
2071

P‐1

RB‐1
CPT‐4, 5

P‐6

REC.
2067

P‐1

RB‐1
CPT‐2

P‐2

CLEAN WORK
2055

P‐1

RB‐1
VCT‐1

EXAM 6
2074

P‐1

RB‐1
VCT‐1, 2, 4

P‐5

WAITING
2050D

P‐1

WB‐1
CPT‐1/ SRF‐1

P‐7, CR

WAITING
2050E

P‐1

WB‐
CPT‐1/ SRF‐1

P‐7, CR

BILL/SCHED.
2068

P‐1

RB‐1
CPT‐2

P‐5

NORTH HALL
2066

P‐1

RB‐1
CPT‐2

P‐7

WEST HALL
2069

P‐1

RB‐1
CPT‐2

P‐5 MED REC/PAT. NAV.
2073

P‐1

RB‐1
CPT‐3

CORR
2072

P‐1

RB‐1
CPT‐3

P‐7, P‐6

SOUTH HALL
2075

P‐1

RB‐1
CPT‐2

A2.1A

A2.1B

A2.1A

A2.1B

A2.1B

A2.1C
A2.1B

A2.1C

DENTAL LOCKERS
2023

P‐1

RB‐1
CPT‐2

O.H.O.H.

B

CPT‐1SRF‐1CPT‐1

P‐8P‐8P‐6

P‐5 P‐5 P‐5 P‐5

P‐6

P‐5

P‐5

P‐7

P‐6

P‐7

CPT‐5

CPT‐2

CPT‐4

ALIGN PATTERN WITH CEILING

P‐7

P‐2

R 102'‐10"

10'‐3" 5'‐5"

R 68'‐4"

6'‐0" 5'‐5"

VCT‐1,3,4

CPT‐2

VCT‐1,3,4

CPT‐2
CPT‐1SRF‐1CPT‐1

PT‐1

CPT‐1

P‐5

VCT‐4

CPT‐2

CPT‐5

CPT‐2

CPT‐4

P‐5 P‐5 P‐5 P‐5

2'
‐8
"

10
'‐0

"
2'
‐8
"

5'
‐0
"

5'‐4" 2'‐8" 37'‐8" 2'‐8"

P‐5
P‐5 P‐5 P‐5 P‐5 P‐5

ALIGN WITH
EDGE OF
COLUMN

P‐8

CR

CR

CR

AREA B

WALL FINISH ACCENT SYMBOL

DESCRIPTIONSYMBOL

FLOORING TRANSITION
SYMBOL

INTERIOR FINISH ROOM TAG

X

X

X

ROOM NAME
101

GEN. WALL FNSH.
ACC. WALL FNSH.

BASE
FLOORING

KEY FNSH. NOTES

2
A

TREATMENT
STYLE (2)

FABRIC (A)

INDICATES PLANK OR TILE
INSTALLATION DIRECTION

WINDOW TREATMENT
SYMBOL

CHAIR RAIL
REF. X/ID2.1X

REF. THICK DASHED LINE FOR
PRICING SET

FLOOR FINISH LEGEND

VCT‐1

VCT‐2

VCT‐3

VCT‐4

1. SEE ARCHITECTURAL PLANS & ACCESSORY SCHEDULE FOR WALL
PROTECTION WAINSCOT LOCATIONS.

2. PROVIDE CHAIR RAIL WHERE INDICATED WITH DASHED LINE.  REF.
7/ID1.1 FOR CHAIR RAIL PROFILE AND MOUNTING HEIGHT.

3. SEE INTERIOR ELEVATIONS FOR PATTERN AND EXTENT OF WALL TILE.

4. CARPET INSET SHOWN AS CPT‐3, CPT‐4 TO BE INSTALLED IN A
CHECKERBOARD PATTERN.

5. VCT PATTERN TO BE A RANDOM MIX OF VCT‐1, 4, 3, ( 33% each color)
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DN

ELEC.
2083

P‐1

RB‐1
SC

CONSULT
2082

P‐1

RB‐1
CPT‐

P‐5
TRIAGE
2081

P‐1

RB‐1
VCT‐1, 4, 2

P‐5

EXAM 10
2079

P‐1

RB‐1
VCT‐1, 4, 2

P‐5

EXAM 9
2078

P‐1

RB‐1
VCT‐1, 4, 2

P‐5

EXAM 8
2077

P‐1

RB‐1
VCT‐1, 4, 2

P‐5

EXAM 7
2076

P‐1

RB‐1
VCT‐1, 4, 2

P‐5

EXAM 6
2074

P‐1

RB‐1
VCT‐1, 2, 4

P‐5

HR
2084

P‐1

RB‐1
CPT‐2

P‐4

HR
2085

P‐1

RB‐1
CPT‐2

P‐4

HR
2086

P‐1

RB‐1
CPT‐2

P‐4

HR STOR.
2088

P‐1

RB‐1
CPT‐2

ACCT. AST.
2091

P‐1

RB‐1
CPT‐2

P‐4

FIN. ANALYST
2097

P‐1

RB‐1
CPT‐2

P‐4

FINANCE MGR.
2098

P‐1

RB‐1
CPT‐2

P‐4

BILLING MGR.
2099

P‐1

RB‐1
CPT‐2

P‐4

QUALITY MGR
2102

P‐1

RB‐1
CPT‐2

P‐5

COMPLIANCE
2103

P‐1

RB‐1
CPT‐2

P‐5

CORR
2101

P‐1

RB‐1
CPT‐2

P‐6

WORK
2093

P‐1

RB‐1
CPT‐2

F FILES
2092

P‐1

RB‐1
CPT‐2

B FILES
2094

P‐1

RB‐1
CPT‐2

IT SERVER
2118

P‐1

RB‐1
VCT‐1

CIO
2117

P‐1

RB‐1
CPT‐4

P‐4
STOR.
2115

P‐1

RB‐1
VCT‐1

IT
2116

P‐1

RB‐1
CPT‐2

P‐4

WORK
2113

P‐1

RB‐1
CPT‐2

P‐5

CORR
2089

P‐1

RB‐1
CPT‐2

P‐ACCENT

ADMIN WAIT
2114

P‐1

WB‐1
CPT‐2/ CPT‐4

P‐5,6

CONFERENCE
2112

P‐1

RB‐1
CPT‐4

P‐7

FOUND MGR
2111

P‐1

RB‐1
CPT‐2

P‐5

DEVEL MGR
2109

P‐1

RB‐1
CPT‐2

P‐5

COO
2108

P‐1

RB‐1
CPT‐4

P‐5

CFO
2107

P‐1

RB‐1
CPT‐4

P‐5

CMO
2106

P‐1

RB‐1
CPT‐4

P‐5

CEO
2104

P‐1

RB‐1
CPT‐4

P‐5

WOMEN'S TOILET
2122

PT‐1/P‐7

PTB‐1
PT‐2
KN#3

GT‐1

MEN'S TOILET
2121

PT‐1/P‐7

PTB‐1
PT‐1
KN#3

GT‐1

CONF.
2087

P‐1

RB‐1
CPT‐2

P‐4

STOR.
2119

P‐1

RB‐1
VCT‐1

WAITING
2050F

P‐1

WB‐1
CPT‐1/ SRF‐1

P‐2, CR

SOUTH HALL
2075

P‐1

RB‐1
CPT‐2

BILLING WORK
2095

P‐1

RB‐1
CPT‐2

P‐8

CORR
2096

P‐1

RB‐1
CPT‐2

P‐ACCENT

CORR
2105

P‐1

RB‐1
CPT‐2

P‐6

CORRIDOR
2123

P‐1

WB‐1
PT‐1

ELEVATOR LOBBY
2124

P‐1

WB‐1
PT‐1

ST‐1

A2.1B

A2.1C
A2.1B

A2.1C

F

G

SRF‐1

P‐4

P‐4

P‐5

P‐6

                              PT‐1
       REF. 10/ID1.1 FOR
FLOOR TILE PATTERN

ALIGN PATTERN
WITH CEILING

 PT‐1
 REF. 10/ID1.1 FOR
FLOOR TILE PATTERN

PT‐1

P‐2

ST‐1

CPT‐4

CPT‐2

ALIGN W/
CEILING

P‐7

P‐5

P‐5

P‐5

P‐5 P‐5

P‐5

P‐5

P‐5P‐8

P‐6

P‐4

PT‐1

CPT‐1

7'‐8" 2'‐8"

CPT‐4CPT‐2

R 55'‐10"

8'‐3" 3'‐3"

2'‐6" 9'‐1" 1'‐4"

R 57'‐0"

PT‐1

CPT‐1

CPT‐2

P‐5
P‐5 P‐5 P‐5 P‐5 P‐5

P‐4 P‐4 P‐4P‐4

P‐4

P‐6

21
'‐0

"
3'
‐6
"

STAIR
2125

P‐8

PT‐1,7

P‐8

ALIGN WITH
EDGE OF
COLUMN

P‐8

CR

AREA C

1. SEE ARCHITECTURAL PLANS & ACCESSORY SCHEDULE FOR WALL
PROTECTION WAINSCOT LOCATIONS.

2. PROVIDE CHAIR RAIL WHERE INDICATED WITH DASHED LINE.  REF.
7/ID1.1 FOR CHAIR RAIL PROFILE AND MOUNTING HEIGHT.

3. SEE INTERIOR ELEVATIONS FOR PATTERN AND EXTENT OF WALL TILE.

4. CARPET INSET SHOWN AS CPT‐3, CPT‐4 TO BE INSTALLED IN A
CHECKERBOARD PATTERN.

5. VCT PATTERN TO BE A RANDOM MIX OF VCT‐1, 4, 3, ( 33% each color)

WALL FINISH ACCENT SYMBOL

DESCRIPTIONSYMBOL

FLOORING TRANSITION
SYMBOL

INTERIOR FINISH ROOM TAG

X

X

X

ROOM NAME
101

GEN. WALL FNSH.
ACC. WALL FNSH.

BASE
FLOORING

KEY FNSH. NOTES

2
A

TREATMENT
STYLE (2)

FABRIC (A)

INDICATES PLANK OR TILE
INSTALLATION DIRECTION

WINDOW TREATMENT
SYMBOL

CHAIR RAIL
REF. X/ID2.1X

REF. THICK DASHED LINE FOR
PRICING SET

FLOOR FINISH LEGEND

VCT‐1

VCT‐2

VCT‐3

VCT‐4
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