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GENERAL POWER NOTES.

A ELEVATOR CONTRACTOR WILL MAKE FINAL
TERMINATIONS FOR MAIN ELEVATOR POWER, CAB
LIGHTING CIRCUIT, AND CABLING FOR RECALL
OPERATIONS.  ELECTRICAL CONTRACTOR SHALL
PROVIDE CONDUIT AND WIRE TO NEW ELEVATOR
CONTROLLER AS NOTED AND AS REQUIRED AND
PROVIDE ADEQUATE CONDUCTOR/CABLE LENGTH FOR
FINAL TERMINATIONS TO BE MADE.  COORDINATE.

B THE LOCKABLE FUSED SWITCHES TO BE PROVIDED IN
THE ELEVATOR EQUIPMENT ROOM SHALL NOT EMPLOY
TEMPORARY OR REMOVABLE LOCKING PROVISIONS PER
NEC ARTICLE 620.

C ALL ELEVATOR WORK SHALL BE IN ACCORDANCE WITH
NEC ARTICLE 620 AND ASME A17.1-2004, SAFETY CODE
FOR ELEVATORS AND ESCALATORS.

D ALL PENETRATIONS THROUGH FIRE RATED WALLS
AND/OR CEILINGS SHALL BE SEALED APPROPRIATELY.

E PROVIDE 120V POWER THROUGH FIRE ALARM CONTROL
MODULES FOR ALL COMBINATION DAMPERS AS
REQUIRED.  DUCT SMOKE DETECTORS SHALL BE
INSTALLED WITHIN 3’ OF COMBINATION DAMPER.
COORDINATE WITH MECHANICAL CONTRACTOR.

F CONTRACTOR SHALL COORDINATE ALL ROOF
PENTETRATIONS WITH EQUIPMENT SUCH THAT
EQUIPMENT FEEDERS ROUTE THROUGH MECHANICAL
SHAFTS AND EQUIPMENT CURBS.  COORDINATE WITH
MECHANICAL.

G ELECTRICAL CONTRACTOR IS RESPONSIBLE FOR
ROUGH-IN AND/OR CONNECTIONS OF EQUIPMENT IN THE
DENTAL SUITES AND DIGITAL X-RAY.  COORDINATE ALL
REQUIREMENTS WITH SUPPLIERS PRIOR TO BID.  ANY
ROUGH-INS AND/OR CONNECTIONS REQUIRED FOR THIS
EQUIPMENT SHALL BE PROVIDE UNDER THIS CONTRACT
AT NO ADDITIONAL COST.  CONTACT MEDICAL IMAGING
TECHNOLOGIES (719) 520-1511 AND HENRY SCHEIN
DENTAL (800) 645-6594.
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ELECTRICAL SPECIFIC NOTES

1 PROVIDE 480V/3PH/4W, 85A ENCLOSED CIRCUIT BREAKER
TO FEED DIGITAL X-RAY MACHINE.  REFER TO PANEL
SCHEDULES.  COORDINATE REQUIREMENTS WITH
SUPPLIER.

2 PROVIDE A 4"X4"X4" JUNCTION BOX MOUNTED FLUSH IN
WALL AT 30" AFF.  PROVIDE COVER PLATE WITH A
1-1/4"TWO SCREW CABLE CLAMP.  COORDINATE WITH
X-RAY INSTALLER.

3 PROVIDE A 4"X4"X4" JUNCTION BOX MOUNTED FLUSH IN
WALL AT 44" AFF.  PROVIDE COVER PLATE WITH A
1-1/4"TWO SCREW CABLE CLAMP.  COORDINATE WITH
X-RAY INSTALLER.

4 PROVIDE A 12"X12"X4" JUNCTION BOX MOUNTED FLUSH IN
WALL AT 18" AFF.  PROVIDE COVER PLATE WITH TWO
1-1/4" TWO SCREW CABLE CLAMPS.  PROVIDE A 2"
CONDUIT WITH PULLSTRING TO J-BOX IN CONTOL BOOTH.
REFER TO NOTE 2.  PROVIDE THREE (3) #12AWG IN A 1/2"
CONDUIT TO "IN-USE" LIGHT.  IN ADDITION PROVIDE
TWELVE (12) #14AWG WIRES IN A 1-1/2" CONDUIT TO THE
J-BOX FOR THE WALL UNIT.  REFER TO NOTE 3.
COORDINATE REQUIREMENTS WITH X-RAY INSTALLER.

5 PROVIDE A 12"X12"X4" JUNCTION BOX MOUNTED FLUSH IN
WALL AT 18" AFF.  PROVIDE FOUR (4) #2AWG AND ONE (1)
#4AWG GND IN A 1-1/4" CONDUIT TO THE 85A ENCLOSED
CIRCUIT BREAKER.  REFER TO NOTE 1.  PROVIDE
CONNECTION TO POWER CABINET AFTER X-RAY UNIT IS
INSTALLED.  COORDINATE REQUIREMENTS WITH X-RAY
INSTALLER.

6 PROVIDE 10' LENGTH OF WIREMOLD #2600 CABLE
WIREWAY AND (3) EA. #2611 90 DEG. CORNERS.  X-RAY
INSTALLER WILL CUT AND SCREW TO FLOOR.

7 PROVIDE STEEL PLUGMOLD, WIREMOLD V2000 SERIES OR
EQUIVALENT, WITH TWELVE (12) GFI PROTECTED SINGLE
RECEPTACLES, 24” ON CENTER, MOUNT 48" AFF AROUND
ENTIRE ROOM AS INDICATED.  COORDINATE WITH
OWNER.

8 PROVIDE TWO (2) SPARE 3” CONDUITS WITH PULLSTRING
FROM PANEL HDP1 ABOVE ACCESSIBLE CEILING TO THE
SOUTH END OF THE BUILDING FOR FUTURE EXPANSION.
COORDINATE ROUTING WITH OWNER PRIOR TO
INSTALLATION.  MARK EXACT ROUTING ON AS-BUILTS.

9 PROVIDE ROUGH-IN IN DOOR FRAME FOR DOOR
CONTACT.  COORDINATE REQUIREMENTS WITH DOOR
SUPPLIER PRIOR TO ROUGH-IN.  PROVIDE A 1” CONDUIT
WITH PULLSTRING FROM ACCESSIBLE CEILING ABOVE TO
CABLE TRAY.

10 PROVIDE POWER CONNECTIONS TO COMMUNICATION
RACK(S) AS REQUIRED.  PROVIDE 3/4" PLYWOOD ON WALL
AROUND ENTIRE ROOM.  COORDINATE WITH TECHNOLGY
CONTRACTOR AND OWNER.

11 PROVIDE FLUSH-MOUNTED SINGLE GANG JUNCTION BOX
WITH 3/4" CONDUIT UP TO NEAREST CABLE TRAY FOR
CONTROL WIRE FOR REFRIGERATOR TEMPERATURE
SENSOR.  COORDINATE CONNECTION TO SENSOR WITH
OWNER.

12 MECHO SHADE MANUAL CONTROL SWITCH(ES) PROVIDED
BY MANUFACTURER WITH SHADES, INSTALLED BY EC.
MOUNT AT SAME HEIGHT AS LIGHT SWITCH(ES).  PROVIDE
CONNECTIONS TO SHADES AS RECOMMENDED BY
MANUFACTURER SUCH THAT EACH SWITCH CONTROLS A
SINGLE BAY OF SHADES AS INDICATED.  PROVIDE ALL
ACCESSORIES AS REQUIRED FOR A FULLY FUNCTIONAL
SYSTEM INCLUDING CONTACTS, ETC.  WIRING NOT
SHOWN FOR CLARITY.

13 CONNECTION FOR MECHO ELECTRIC SHADES.
COORDINATE CONNECTION(S) WITH EQUIPMENT
SUPPLIER.  CONNECT TO ASSOCIATED MANUAL CONTROL
SWITCH AS REQUIRED.

GENERAL POWER NOTES.

A ELEVATOR CONTRACTOR WILL MAKE FINAL
TERMINATIONS FOR MAIN ELEVATOR POWER, CAB
LIGHTING CIRCUIT, AND CABLING FOR RECALL
OPERATIONS.  ELECTRICAL CONTRACTOR SHALL
PROVIDE CONDUIT AND WIRE TO NEW ELEVATOR
CONTROLLER AS NOTED AND AS REQUIRED AND
PROVIDE ADEQUATE CONDUCTOR/CABLE LENGTH FOR
FINAL TERMINATIONS TO BE MADE.  COORDINATE.

B THE LOCKABLE FUSED SWITCHES TO BE PROVIDED IN
THE ELEVATOR EQUIPMENT ROOM SHALL NOT EMPLOY
TEMPORARY OR REMOVABLE LOCKING PROVISIONS PER
NEC ARTICLE 620.

C ALL ELEVATOR WORK SHALL BE IN ACCORDANCE WITH
NEC ARTICLE 620 AND ASME A17.1-2004, SAFETY CODE
FOR ELEVATORS AND ESCALATORS.

D ALL PENETRATIONS THROUGH FIRE RATED WALLS
AND/OR CEILINGS SHALL BE SEALED APPROPRIATELY.

E PROVIDE 120V POWER THROUGH FIRE ALARM CONTROL
MODULES FOR ALL COMBINATION DAMPERS AS
REQUIRED.  DUCT SMOKE DETECTORS SHALL BE
INSTALLED WITHIN 3’ OF COMBINATION DAMPER.
COORDINATE WITH MECHANICAL CONTRACTOR.

F CONTRACTOR SHALL COORDINATE ALL ROOF
PENTETRATIONS WITH EQUIPMENT SUCH THAT
EQUIPMENT FEEDERS ROUTE THROUGH MECHANICAL
SHAFTS AND EQUIPMENT CURBS.  COORDINATE WITH
MECHANICAL.

G ELECTRICAL CONTRACTOR IS RESPONSIBLE FOR
ROUGH-IN AND/OR CONNECTIONS OF EQUIPMENT IN THE
DENTAL SUITES AND DIGITAL X-RAY.  COORDINATE ALL
REQUIREMENTS WITH SUPPLIERS PRIOR TO BID.  ANY
ROUGH-INS AND/OR CONNECTIONS REQUIRED FOR THIS
EQUIPMENT SHALL BE PROVIDE UNDER THIS CONTRACT
AT NO ADDITIONAL COST.  CONTACT MEDICAL IMAGING
TECHNOLOGIES (719) 520-1511 AND HENRY SCHEIN
DENTAL (800) 645-6594.
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GENERAL POWER NOTES

F CONTRACTOR SHALL COORDINATE ALL ROOF
PENTETRATIONS WITH EQUIPMENT SUCH THAT
EQUIPMENT FEEDERS ROUTE THROUGH MECHANICAL
SHAFTS AND EQUIPMENT CURBS.  COORDINATE WITH
MECHANICAL.

G ELECTRICAL CONTRACTOR IS RESPONSIBLE FOR
ROUGH-IN AND/OR CONNECTIONS OF EQUIPMENT IN
THE DENTAL SUITES AND DIGITAL X-RAY.
COORDINATE ALL REQUIREMENTS WITH SUPPLIERS
PRIOR TO BID.  ANY ROUGH-INS AND/OR
CONNECTIONS REQUIRED FOR THIS EQUIPMENT
SHALL BE PROVIDE UNDER THIS CONTRACT AT NO
ADDITIONAL COST.  CONTACT MEDICAL IMAGING
TECHNOLOGIES (719) 520-1511 AND HENRY SCHEIN
DENTAL (800) 645-6594.

GENERAL POWER NOTES

A ELEVATOR CONTRACTOR WILL MAKE FINAL
TERMINATIONS FOR MAIN ELEVATOR POWER, CAB
LIGHTING CIRCUIT, AND CABLING FOR RECALL
OPERATIONS.  ELECTRICAL CONTRACTOR SHALL
PROVIDE CONDUIT AND WIRE TO NEW ELEVATOR
CONTROLLER AS NOTED AND AS REQUIRED AND
PROVIDE ADEQUATE CONDUCTOR/CABLE LENGTH FOR
FINAL TERMINATIONS TO BE MADE.  COORDINATE.

B THE LOCKABLE FUSED SWITCHES TO BE PROVIDED IN
THE ELEVATOR EQUIPMENT ROOM SHALL NOT
EMPLOY TEMPORARY OR REMOVABLE LOCKING
PROVISIONS PER NEC ARTICLE 620.

C ALL ELEVATOR WORK SHALL BE IN ACCORDANCE
WITH NEC ARTICLE 620 AND ASME A17.1-2004, SAFETY
CODE FOR ELEVATORS AND ESCALATORS.

D ALL PENETRATIONS THROUGH FIRE RATED WALLS
AND/OR CEILINGS SHALL BE SEALED APPROPRIATELY.

E PROVIDE 120V POWER THROUGH FIRE ALARM
CONTROL MODULES FOR ALL COMBINATION DAMPERS
AS REQUIRED.  DUCT SMOKE DETECTORS SHALL BE
INSTALLED WITHIN 3’ OF COMBINATION DAMPER.
COORDINATE WITH MECHANICAL CONTRACTOR.

ELECTRICAL SPECIFIC NOTES

4 CONNECTION FOR POWERED DOOR.  PROVIDE
CONNECTIONS TO DOOR, SENSORS, ETC. AS
REQUIRED.  COORDINATE WITH DOOR INSTALLER.

ELECTRICAL SPECIFIC NOTES

1 PROVIDE FLOOR BOX EQUAL TO HUBBELL
HBLCFB401 WITH TWO (2) 120V DUPLEX
RECEPTACLES AND TWO (2) COMBINATION
VOICE/DATA OUTLETS.  PROVIDE ALL
ACCESSORIES AS REQUIRED.  MINIMUM POUR
DEPTH IS 3”; COORDINATE WITH GENERAL
CONTRACTOR.  COORDINATE FINISH AND FINAL
LOCATION WITH OWNER.  REFER TO
SPECIFICATIONS.

2 MECHO SHADE MANUAL CONTROL SWITCH(ES)
PROVIDED BY MANUFACTURER WITH SHADES,
INSTALLED BY EC.  MOUNT AT SAME HEIGHT AS
LIGHT SWITCH(ES).  PROVIDE CONNECTIONS TO
SHADES AS RECOMMENDED BY MANUFACTURER
SUCH THAT EACH SWITCH CONTROLS A SINGLE
BAY OF SHADES AS INDICATED.  PROVIDE ALL
ACCESSORIES AS REQUIRED FOR A FULLY
FUNCTIONAL SYSTEM INCLUDING CONTACTS,
ETC.  WIRING NOT SHOWN FOR CLARITY.

3 CONNECTION FOR MECHO ELECTRIC SHADES.
COORDINATE CONNECTION(S) WITH EQUIPMENT
SUPPLIER.  CONNECT TO ASSOCIATED MANUAL
CONTROL SWITCH AS REQUIRED.
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GENERAL POWER NOTES

F CONTRACTOR SHALL COORDINATE ALL ROOF
PENTETRATIONS WITH EQUIPMENT SUCH THAT
EQUIPMENT FEEDERS ROUTE THROUGH MECHANICAL
SHAFTS AND EQUIPMENT CURBS.  COORDINATE WITH
MECHANICAL.

G ELECTRICAL CONTRACTOR IS RESPONSIBLE FOR
ROUGH-IN AND/OR CONNECTIONS OF EQUIPMENT IN
THE DENTAL SUITES AND DIGITAL X-RAY.
COORDINATE ALL REQUIREMENTS WITH SUPPLIERS
PRIOR TO BID.  ANY ROUGH-INS AND/OR
CONNECTIONS REQUIRED FOR THIS EQUIPMENT
SHALL BE PROVIDE UNDER THIS CONTRACT AT NO
ADDITIONAL COST.  CONTACT MEDICAL IMAGING
TECHNOLOGIES (719) 520-1511 AND HENRY SCHEIN
DENTAL (800) 645-6594.

GENERAL POWER NOTES

A ELEVATOR CONTRACTOR WILL MAKE FINAL
TERMINATIONS FOR MAIN ELEVATOR POWER, CAB
LIGHTING CIRCUIT, AND CABLING FOR RECALL
OPERATIONS.  ELECTRICAL CONTRACTOR SHALL
PROVIDE CONDUIT AND WIRE TO NEW ELEVATOR
CONTROLLER AS NOTED AND AS REQUIRED AND
PROVIDE ADEQUATE CONDUCTOR/CABLE LENGTH FOR
FINAL TERMINATIONS TO BE MADE.  COORDINATE.

B THE LOCKABLE FUSED SWITCHES TO BE PROVIDED IN
THE ELEVATOR EQUIPMENT ROOM SHALL NOT
EMPLOY TEMPORARY OR REMOVABLE LOCKING
PROVISIONS PER NEC ARTICLE 620.

C ALL ELEVATOR WORK SHALL BE IN ACCORDANCE
WITH NEC ARTICLE 620 AND ASME A17.1-2004, SAFETY
CODE FOR ELEVATORS AND ESCALATORS.

D ALL PENETRATIONS THROUGH FIRE RATED WALLS
AND/OR CEILINGS SHALL BE SEALED APPROPRIATELY.

E PROVIDE 120V POWER THROUGH FIRE ALARM
CONTROL MODULES FOR ALL COMBINATION DAMPERS
AS REQUIRED.  DUCT SMOKE DETECTORS SHALL BE
INSTALLED WITHIN 3’ OF COMBINATION DAMPER.
COORDINATE WITH MECHANICAL CONTRACTOR.

ELECTRICAL SPECIFIC NOTES

8 CONNECTION FOR MECHO ELECTRIC SHADES.
COORDINATE CONNECTION(S) WITH EQUIPMENT SUPPLIER.
CONNECT TO ASSOCIATED MANUAL CONTROL SWITCH AS
REQUIRED.

9 POWER PLAN FOR ALTERNATE #6 SHOWN.  IF ALTERNATE
NOT ACCEPTED, PROVIDE TWELVE (12) GENERAL USE
RECEPTACLES ON TWO CIRCUITS FOR SHELLED SPACE.
EVENLY SPACE RECEPTACLES THROUGHOUT SHELL.
REFER TO ARCHITECTURAL DRAWINGS.

10 PROVIDE A 1” CONDUIT WITH PULLSTRING TO MONUMENT
SIGN FOR FUTURE POWER.  REFER TO ELECTRICAL SITE
PLAN.  COORDINATE WITH OWNER.

ELECTRICAL SPECIFIC NOTES

5 CONNECTION FOR WATER FEATURE UNDER ALTERNATE
#5.  PROVIDE NEMA 5-20P PLUG WITH 20' CORD.
COORDINATE LOCATION AND REQUIREMENTS WITH
OWNER AND EQUIPMENT.  ALL METAL PIPING SYSTEMS
ASSOCIATED WITH THE FOUNTAIN SHALL BE BONDED PER
NEC ARTICLE 680.  ALL ELECTRICAL EQUIPMENT
ASSOCIATED WITH THE FOUNTAIN SHALL BE GROUNDED
PER NEC ARTICLE 680.

6 PROVIDE FLOOR BOX EQUAL TO HUBBELL HBLCFB401 WITH
TWO (2) 120V DUPLEX RECEPTACLES AND TWO (2)
COMBINATION VOICE/DATA OUTLETS.  PROVIDE ALL
ACCESSORIES AS REQUIRED.  MINIMUM POUR DEPTH IS 3”;
COORDINATE WITH GENERAL CONTRACTOR.  COORDINATE
FINISH AND FINAL LOCATION WITH OWNER.  REFER TO
SPECIFICATIONS.

7 MECHO SHADE MANUAL CONTROL SWITCH(ES) PROVIDED
BY MANUFACTURER WITH SHADES, INSTALLED BY EC.
MOUNT AT SAME HEIGHT AS LIGHT SWITCH(ES).  PROVIDE
CONNECTIONS TO SHADES AS RECOMMENDED BY
MANUFACTURER SUCH THAT EACH SWITCH CONTROLS A
SINGLE BAY OF SHADES AS INDICATED.  PROVIDE ALL
ACCESSORIES AS REQUIRED FOR A FULLY FUNCTIONAL
SYSTEM INCLUDING CONTACTS, ETC.  WIRING NOT SHOWN
FOR CLARITY.

ELECTRICAL SPECIFIC NOTES

1 INTERCEPT CIRCUIT FEEDING ELEVATOR PIT
RECEPTACLE(S) AND LIGHT(S) AND PROVIDE LOCKABLE
FUSED SWITCH. PROVIDE ENGRAVED LABEL AT FUSED
SWITCH READING “ELEVATOR PIT POWER.”

2 INTERCEPT CIRCUIT FEEDING ELEVATOR CAB LIGHTS AND
PROVIDE LOCKABLE FUSED SWITCH.  PROVIDE WIRE AND
CONDUIT TO ELEVATOR CONTROLLER.  FINAL
TERMINATIONS SHALL BE MADE BY ELEVATOR
CONTRACTOR.  PROVIDE ENGRAVED LABEL AT FUSED
SWITCH READING “ELEVATOR CAB LIGHTS.”

3 PROVIDE ELEVATOR DISCONNECT PER
STARTER/DISCONNECT SCHEDULE FUSED PER ELEVATOR
NAMEPLATE, WITH AUXILIARY CONTACT (CONTROL
VOLTAGE) TO INTERFACE WITH ELEVATOR EMERGENCY
LOWERING DEVICE SUCH THAT WHEN THE DISCONNECT IS
TURNED OFF, THE EMERGENCY DEVICE IS DEACTIVATED.
COORDINATE EXACT AUXILIARY CONTACT REQUIREMENTS
WITH ELEVATOR CONTRACTOR.

4 ELEVATOR CONTROL PANEL(S) BY ELEVATOR
CONTRACTOR.  PROVIDE DEDICATED 120V CIRCUIT TO
CONTROLLER(S) AS INDICATED.  COORDINATE EXACT
REQUIREMENTS WITH EQUIPMENT.  FINAL TERMINATIONS
SHALL BE MADE BY ELEVATOR CONTRACTOR.
COORDINATE.
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GENERAL POWER NOTES.

A ELEVATOR CONTRACTOR WILL MAKE FINAL
TERMINATIONS FOR MAIN ELEVATOR POWER, CAB
LIGHTING CIRCUIT, AND CABLING FOR RECALL
OPERATIONS.  ELECTRICAL CONTRACTOR SHALL
PROVIDE CONDUIT AND WIRE TO NEW ELEVATOR
CONTROLLER AS NOTED AND AS REQUIRED AND
PROVIDE ADEQUATE CONDUCTOR/CABLE LENGTH FOR
FINAL TERMINATIONS TO BE MADE.  COORDINATE.

B THE LOCKABLE FUSED SWITCHES TO BE PROVIDED IN
THE ELEVATOR EQUIPMENT ROOM SHALL NOT EMPLOY
TEMPORARY OR REMOVABLE LOCKING PROVISIONS PER
NEC ARTICLE 620.

C ALL ELEVATOR WORK SHALL BE IN ACCORDANCE WITH
NEC ARTICLE 620 AND ASME A17.1-2004, SAFETY CODE
FOR ELEVATORS AND ESCALATORS.

D ALL PENETRATIONS THROUGH FIRE RATED WALLS
AND/OR CEILINGS SHALL BE SEALED APPROPRIATELY.

E PROVIDE 120V POWER THROUGH FIRE ALARM CONTROL
MODULES FOR ALL COMBINATION DAMPERS AS
REQUIRED.  DUCT SMOKE DETECTORS SHALL BE
INSTALLED WITHIN 3’ OF COMBINATION DAMPER.
COORDINATE WITH MECHANICAL CONTRACTOR.

F CONTRACTOR SHALL COORDINATE ALL ROOF
PENTETRATIONS WITH EQUIPMENT SUCH THAT
EQUIPMENT FEEDERS ROUTE THROUGH MECHANICAL
SHAFTS AND EQUIPMENT CURBS.  COORDINATE WITH
MECHANICAL.

G ELECTRICAL CONTRACTOR IS RESPONSIBLE FOR
ROUGH-IN AND/OR CONNECTIONS OF EQUIPMENT IN THE
DENTAL SUITES AND DIGITAL X-RAY.  COORDINATE ALL
REQUIREMENTS WITH SUPPLIERS PRIOR TO BID.  ANY
ROUGH-INS AND/OR CONNECTIONS REQUIRED FOR THIS
EQUIPMENT SHALL BE PROVIDE UNDER THIS CONTRACT
AT NO ADDITIONAL COST.  CONTACT MEDICAL IMAGING
TECHNOLOGIES (719) 520-1511 AND HENRY SCHEIN
DENTAL (800) 645-6594.
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